
Cable Label: 1 test _ 1test

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 1/21/2016 1:12 PM
Cable: Unspecified
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1476)
SG42301864 with Agilent Technologies Cat 6 Channel (1442)

Profile: Default Cat 6

4 m

Cable NVP: 72 %
Cable length: 4 m
Propagation delay: 18 ns
Delay skew: 1 ns

i Resistance²: 2 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

Attenuation (dB)
Pair 1 (4,5)

2 (1,2)
3 (3,6)
4 (7,8)

Value @MHz Limit Margin
1.3 1.38 2.5 1.2
0.0 250.00 35.9 35.9
0.0 250.00 35.9 35.9
0.0 250.00 35.9 35.9

PowerSum NEXT (dB)
Pair 1 (4,5)

2 (1,2)
3 (3,6)
4 (7,8)

Local @MHz Limit Margin Remote @MHz Limit Margin
34.1 240.00 30.5 3.6
37.8 237.50 30.5 7.3
31.8 237.50 30.5 1.3
37.1 237.50 30.5 6.6

38.1 236.50 30.6 7.5
38.9 242.50 30.4 8.5
36.0 239.50 30.5 5.5
62.5 11.13 53.2 9.3

Return Loss (dB)
Pair 1 (4,5)

2 (1,2)
3 (3,6)
4 (7,8)

Local @MHz Limit Margin Remote @MHz Limit Margin
17.0 4.63 19.0 -2.0
23.9 1.00 19.0 4.9
19.8 1.00 19.0 0.8
20.2 1.00 19.0 1.2

15.1 5.75 19.0 -3.9
19.2 90.75 12.4 6.8
23.3 1.25 19.0 4.3
23.4 1.00 19.0 4.4

PowerSum ELFEXT (dB)
Pair 1 (4,5)

2 (1,2)
3 (3,6)
4 (7,8)

Atten(TX) @MHz Limit Margin Atten(RX) @MHz Limit Margin
31.7 106.00 19.8 11.9
31.7 202.00 14.2 17.5
32.3 105.50 19.8 12.5
34.7 245.00 12.5 22.2

33.5 103.50 20.0 13.5
36.8 136.50 17.6 19.2
30.8 106.00 19.8 11.0
79.6 1.00 60.3 19.3

² Not required for selected limit
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Cable Label: 1 test _ 1test

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 1/21/2016 1:12 PM
Cable: Unspecified
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1476)
SG42301864 with Agilent Technologies Cat 6 Channel (1442)

Profile: Default Cat 6

4 m

Cable NVP: 72 %
Cable length: 4 m
Propagation delay: 18 ns
Delay skew: 1 ns

i Resistance²: 2 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

Attenuation (dB)
Pair 1 (4,5)

2 (1,2)
3 (3,6)
4 (7,8)

Value @MHz Limit Margin
1.3 1.38 2.5 1.2
0.0 250.00 35.9 35.9
0.0 250.00 35.9 35.9
0.0 250.00 35.9 35.9

NEXT (dB)
Combo 1-3

3-2
2-4
1-4
1-2
3-4

Local @MHz Limit Margin Remote @MHz Limit Margin
34.5 240.00 33.4 1.1
38.7 237.50 33.5 5.2
77.7 2.50 65.0 12.7
66.5 11.38 55.7 10.8
45.8 225.00 33.9 11.9
37.4 237.50 33.5 3.9

39.1 240.00 33.4 5.7
39.4 241.00 33.4 6.0
50.3 223.50 34.0 16.3
44.2 229.50 33.8 10.4
50.8 82.25 41.4 9.4
72.2 3.13 64.8 7.4

Return Loss (dB)
Pair 1 (4,5)

2 (1,2)
3 (3,6)
4 (7,8)

Local @MHz Limit Margin Remote @MHz Limit Margin
17.0 4.63 19.0 -2.0
23.9 1.00 19.0 4.9
19.8 1.00 19.0 0.8
20.2 1.00 19.0 1.2

15.1 5.75 19.0 -3.9
19.2 90.75 12.4 6.8
23.3 1.25 19.0 4.3
23.4 1.00 19.0 4.4

ELFEXT (dB)
Combo 1-3

3-2
2-4
1-4
1-2
3-4
3-1
2-3
4-2
4-1
2-1
4-3

Atten(TX) @MHz Limit Margin Atten(RX) @MHz Limit Margin
31.7 106.00 22.8 8.9
37.1 136.50 20.6 16.5
81.7 1.00 63.3 18.4
83.2 1.25 61.3 21.9
87.7 1.00 63.3 24.4
40.5 142.50 20.2 20.3
33.6 106.00 22.8 10.8
31.9 202.00 17.2 14.7
72.6 7.25 46.1 26.5
91.1 1.63 59.0 32.1
92.4 1.00 63.3 29.1
35.0 245.00 15.5 19.5

41.4 35.00 32.4 9.0
37.1 136.50 20.6 16.5
81.7 1.00 63.3 18.4
84.4 1.25 61.3 23.1
88.8 1.00 63.3 25.5
40.5 142.50 20.2 20.3
33.2 106.50 22.7 10.5
31.9 202.00 17.2 14.7
72.6 7.25 46.1 26.5
90.0 1.63 59.0 31.0
91.3 1.00 63.3 28.0
35.0 245.00 15.5 19.5

² Not required for selected limit
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Cable Label: 1 test _ 1tesu

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 1/21/2016 1:20 PM
Cable: Unspecified
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1478)
SG42301864 with Agilent Technologies Cat 6 Channel (1444)

Profile: Default Cat 6

4 m

Cable NVP: 72 %
Cable length: 4 m
Propagation delay: 18 ns
Delay skew: 1 ns

i Resistance²: 2 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

1 (4,5)
0.8
3.1
2.3
2.38

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3 (3,6)
33.6
30.5
3.1
237.50

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
35.6
30.5
5.1
240.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

1 (4,5)
18.3
19.0
-0.7
4.88

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1 (4,5)
16.6
19.0
-2.4
5.88

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
58.5
46.3
12.2
5.00

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

3 (3,6)
25.6
14.2
11.4
201.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3 (3,6)
33.6

237.50

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
35.6

240.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Cable Label: 1 test _ 1tesu

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 1/21/2016 1:20 PM
Cable: Unspecified
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1478)
SG42301864 with Agilent Technologies Cat 6 Channel (1444)

Profile: Default Cat 6

4 m

Cable NVP: 72 %
Cable length: 4 m
Propagation delay: 18 ns
Delay skew: 1 ns

i Resistance²: 2 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

1 (4,5)
0.8
3.1
2.3
2.38

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

1-3
36.5
33.5
3.0
239.00

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1-3
38.4
33.4
5.0
239.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

1 (4,5)
18.3
19.0
-0.7
4.88

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1 (4,5)
16.6
19.0
-2.4
5.88

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1-3
58.5
49.3
9.2
5.00

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1-3
41.5
32.0
9.5
36.75

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

1-3
36.1

239.00

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1-3
38.0

239.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o. 
Cable Label: I-1-1

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 8:52 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1844)
SG42301864 with Agilent Technologies Cat 6 Channel (1814)

Profile: Default Cat 6

24 m

Cable NVP: 72 %
Cable length: 24 m
Propagation delay: 118 ns
Delay skew: 5 ns

i Resistance²: 4 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
6.2
33.9
27.7
226.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

2 (1,2)
36.7
30.3
6.4
244.50

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
48.1
40.6
7.5
62.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
14.8
8.6
6.2
220.00

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
13.0
8.5
4.5
225.50

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
58.6
42.8
15.8
7.50

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1 (4,5)
67.9
51.9
16.0
2.63

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
30.8

244.50

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1 (4,5)
32.3

237.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-1-1

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 8:52 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1844)
SG42301864 with Agilent Technologies Cat 6 Channel (1814)

Profile: Default Cat 6

24 m

Cable NVP: 72 %
Cable length: 24 m
Propagation delay: 118 ns
Delay skew: 5 ns

i Resistance²: 4 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
6.2
33.9
27.7
226.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
37.5
33.3
4.2
244.50

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
44.2
38.6
5.6
120.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
14.8
8.6
6.2
220.00

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
13.0
8.5
4.5
225.50

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1-4
58.6
44.7
13.9
8.50

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1-4
58.6
44.7
13.9
8.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
31.6

244.00

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
34.8

249.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-1-2

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 8:53 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1845)
SG42301864 with Agilent Technologies Cat 6 Channel (1815)

Profile: Default Cat 6

24 m

Cable NVP: 72 %
Cable length: 24 m
Propagation delay: 118 ns
Delay skew: 5 ns

i Resistance²: 3 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

4 (7,8)
6.8
34.5
27.7
233.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3 (3,6)
47.0
41.9
5.1
52.75

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
43.9
41.9
2.0
52.75

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

4 (7,8)
14.1
8.3
5.8
233.50

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

4 (7,8)
14.1
8.3
5.8
233.00

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
57.2
42.8
14.4
7.50

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1 (4,5)
57.0
42.2
14.8
8.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
30.1

248.00

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

4 (7,8)
28.4

232.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-1-2

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 8:53 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1845)
SG42301864 with Agilent Technologies Cat 6 Channel (1815)

Profile: Default Cat 6

24 m

Cable NVP: 72 %
Cable length: 24 m
Propagation delay: 118 ns
Delay skew: 5 ns

i Resistance²: 3 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

4 (7,8)
6.8
34.5
27.7
233.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
37.4
33.3
4.1
244.00

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-4
46.2
44.7
1.5
52.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

4 (7,8)
14.1
8.3
5.8
233.50

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

4 (7,8)
14.1
8.3
5.8
233.00

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

4-1
28.5
16.0
12.5
231.50

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

4-1
28.2
15.6
12.6
241.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
31.0

244.00

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1-4
31.2

232.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-1-3

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 8:54 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1846)
SG42301864 with Agilent Technologies Cat 6 Channel (1816)

Profile: Default Cat 6

24 m

Cable NVP: 72 %
Cable length: 24 m
Propagation delay: 118 ns
Delay skew: 5 ns

i Resistance²: 3 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

4 (7,8)
6.5
34.9
28.4
237.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

2 (1,2)
34.7
30.2
4.5
248.00

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
45.4
41.2
4.2
57.25

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
15.1
9.8
5.3
166.00

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
14.2
9.8
4.4
166.50

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
58.9
42.8
16.1
7.50

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1 (4,5)
58.5
42.2
16.3
8.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
28.3

248.00

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
30.0

227.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-1-3

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 8:54 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1846)
SG42301864 with Agilent Technologies Cat 6 Channel (1816)

Profile: Default Cat 6

24 m

Cable NVP: 72 %
Cable length: 24 m
Propagation delay: 118 ns
Delay skew: 5 ns

i Resistance²: 3 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

4 (7,8)
6.5
34.9
28.4
237.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
38.4
35.4
3.0
184.50

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-4
47.9
44.0
3.9
57.75

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
15.1
9.8
5.3
166.00

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
14.2
9.8
4.4
166.50

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

4-1
30.8
15.6
15.2
242.00

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

4-1
30.7
15.6
15.1
242.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
30.0

248.00

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-4
32.3

227.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-1-4

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 8:55 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1847)
SG42301864 with Agilent Technologies Cat 6 Channel (1817)

Profile: Default Cat 6

25 m

Cable NVP: 72 %
Cable length: 25 m
Propagation delay: 119 ns
Delay skew: 4 ns

i Resistance²: 2 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
7.1
34.1
27.0
228.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3 (3,6)
36.9
30.5
6.4
240.50

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1 (4,5)
38.3
31.3
7.0
216.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
13.9
8.5
5.4
223.50

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
14.1
9.6
4.5
175.00

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
59.2
42.8
16.4
7.50

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1 (4,5)
67.1
50.4
16.7
3.13

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3 (3,6)
30.2

241.00

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1 (4,5)
31.6

230.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-1-4

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 8:55 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1847)
SG42301864 with Agilent Technologies Cat 6 Channel (1817)

Profile: Default Cat 6

25 m

Cable NVP: 72 %
Cable length: 25 m
Propagation delay: 119 ns
Delay skew: 4 ns

i Resistance²: 2 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
7.1
34.1
27.0
228.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
37.8
33.2
4.6
247.50

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1-4
39.3
33.7
5.6
230.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
13.9
8.5
5.4
223.50

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
14.1
9.6
4.5
175.00

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

4-1
30.7
15.9
14.8
234.50

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

4-1
30.6
15.9
14.7
233.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
31.0

247.50

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1-4
32.5

230.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-1-5

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 9:07 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1851)
SG42301864 with Agilent Technologies Cat 6 Channel (1821)

Profile: Default Cat 6

21 m

Cable NVP: 72 %
Cable length: 21 m
Propagation delay: 102 ns
Delay skew: 4 ns

i Resistance²: 0 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
6.7
34.1
27.4
228.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

2 (1,2)
32.5
30.2
2.3
249.00

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1 (4,5)
49.9
43.2
6.7
44.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
14.2
8.5
5.7
223.00

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
14.2
8.4
5.8
228.50

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
58.4
42.2
16.2
8.00

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

4 (7,8)
57.6
40.7
16.9
9.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
26.3

249.00

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1 (4,5)
31.3

238.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-1-5

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 9:07 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1851)
SG42301864 with Agilent Technologies Cat 6 Channel (1821)

Profile: Default Cat 6

21 m

Cable NVP: 72 %
Cable length: 21 m
Propagation delay: 102 ns
Delay skew: 4 ns

i Resistance²: 0 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
6.7
34.1
27.4
228.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

1-2
34.7
33.6
1.1
235.00

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1-2
51.0
45.9
5.1
44.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
14.2
8.5
5.7
223.00

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
14.2
8.4
5.8
228.50

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1-4
57.9
43.7
14.2
9.50

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1-4
57.7
43.7
14.0
9.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

1-2
28.2

234.50

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1-4
32.9

238.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-1-6

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 9:11 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1853)
SG42301864 with Agilent Technologies Cat 6 Channel (1823)

Profile: Default Cat 6

21 m

Cable NVP: 72 %
Cable length: 21 m
Propagation delay: 102 ns
Delay skew: 4 ns

i Resistance²: 0 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
6.9
34.1
27.2
228.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

2 (1,2)
32.5
30.2
2.3
249.00

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1 (4,5)
37.0
30.5
6.5
238.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
14.3
8.5
5.8
223.00

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
14.2
8.4
5.8
228.50

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
70.6
54.2
16.4
2.00

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

4 (7,8)
29.6
12.6
17.0
242.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
26.1

249.00

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1 (4,5)
30.8

238.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o. 
Cable Label: I-1-6

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 9:11 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1853)
SG42301864 with Agilent Technologies Cat 6 Channel (1823)

Profile: Default Cat 6

21 m

Cable NVP: 72 %
Cable length: 21 m
Propagation delay: 102 ns
Delay skew: 4 ns

i Resistance²: 0 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
6.9
34.1
27.2
228.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

1-2
34.7
33.6
1.1
235.50

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1-2
51.0
45.9
5.1
44.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
14.3
8.5
5.8
223.00

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
14.2
8.4
5.8
228.50

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1-4
30.1
15.4
14.7
248.50

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1-4
30.2
15.7
14.5
237.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

1-2
28.1

234.00

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1-4
32.6

238.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o. 
Cable Label: I-1-7

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 9:12 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1854)
SG42301864 with Agilent Technologies Cat 6 Channel (1824)

Profile: Default Cat 6

23 m

Cable NVP: 72 %
Cable length: 23 m
Propagation delay: 108 ns
Delay skew: 4 ns

i Resistance²: 0 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
7.3
34.4
27.1
232.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

2 (1,2)
36.4
30.5
5.9
240.00

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
37.2
30.4
6.8
243.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
14.3
8.6
5.7
221.00

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
15.3
8.5
6.8
226.00

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
60.1
42.8
17.3
7.50

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1 (4,5)
30.3
13.0
17.3
231.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
29.2

249.00

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
30.4

243.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o. 
Cable Label: I-1-7

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 9:12 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1854)
SG42301864 with Agilent Technologies Cat 6 Channel (1824)

Profile: Default Cat 6

23 m

Cable NVP: 72 %
Cable length: 23 m
Propagation delay: 108 ns
Delay skew: 4 ns

i Resistance²: 0 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
7.3
34.4
27.1
232.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
36.6
33.3
3.3
245.50

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
38.9
33.3
5.6
243.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
14.3
8.6
5.7
221.00

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
15.3
8.5
6.8
226.00

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

4-1
31.0
15.5
15.5
244.50

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

4-1
30.9
15.5
15.4
244.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
29.7

245.50

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
31.9

243.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o. 
Cable Label: I-1-8

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 9:13 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1855)
SG42301864 with Agilent Technologies Cat 6 Channel (1825)

Profile: Default Cat 6

23 m

Cable NVP: 72 %
Cable length: 23 m
Propagation delay: 109 ns
Delay skew: 4 ns

i Resistance²: 0 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
7.8
34.2
26.4
230.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3 (3,6)
36.6
30.4
6.2
243.50

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
37.2
30.5
6.7
240.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
12.8
8.5
4.3
224.00

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
13.4
8.4
5.0
229.50

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
59.7
42.8
16.9
7.50

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1 (4,5)
69.2
51.9
17.3
2.63

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3 (3,6)
29.4

248.50

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
30.3

240.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o. 
Cable Label: I-1-8

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 9:13 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1855)
SG42301864 with Agilent Technologies Cat 6 Channel (1825)

Profile: Default Cat 6

23 m

Cable NVP: 72 %
Cable length: 23 m
Propagation delay: 109 ns
Delay skew: 4 ns

i Resistance²: 0 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
7.8
34.2
26.4
230.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
37.7
33.3
4.4
243.50

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
50.7
44.6
6.1
52.75

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
12.8
8.5
4.3
224.00

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
13.4
8.4
5.0
229.50

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

4-1
70.0
55.3
14.7
2.50

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

4-1
70.1
55.3
14.8
2.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
30.5

243.50

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1-4
32.8

232.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o. 
Cable Label: I-1-9

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 9:28 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1862)
SG42301864 with Agilent Technologies Cat 6 Channel (1829)

Profile: Default Cat 6

34 m

Cable NVP: 72 %
Cable length: 34 m
Propagation delay: 166 ns
Delay skew: 8 ns

i Resistance²: 2 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
10.8
34.3
23.5
231.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

2 (1,2)
34.0
30.6
3.4
237.00

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
69.4
62.0
7.4
3.25

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
21.7
16.7
5.0
29.50

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1 (4,5)
21.5
17.2
4.3
23.25

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

3 (3,6)
30.2
12.3
17.9
250.00

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

3 (3,6)
30.2
12.3
17.9
250.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
23.4

233.50

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
27.9

247.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o. 
Cable Label: I-1-9

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 9:28 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1862)
SG42301864 with Agilent Technologies Cat 6 Channel (1829)

Profile: Default Cat 6

34 m

Cable NVP: 72 %
Cable length: 34 m
Propagation delay: 166 ns
Delay skew: 8 ns

i Resistance²: 2 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
10.8
34.3
23.5
231.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

1-2
36.2
33.6
2.6
234.00

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
44.8
38.5
6.3
122.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
21.7
16.7
5.0
29.50

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1 (4,5)
21.5
17.2
4.3
23.25

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

3-1
31.2
15.3
15.9
250.00

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

3-1
31.1
15.3
15.8
250.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

1-2
25.5

234.00

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
29.2

247.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o. 
Cable Label: I-1-10

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 9:40 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1864)
SG42301864 with Agilent Technologies Cat 6 Channel (1831)

Profile: Default Cat 6

35 m

Cable NVP: 72 %
Cable length: 35 m
Propagation delay: 167 ns
Delay skew: 6 ns

i Resistance²: 2 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

4 (7,8)
10.7
34.7
24.0
235.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3 (3,6)
35.5
30.5
5.0
239.50

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
40.2
35.3
4.9
126.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
14.5
8.5
6.0
223.00

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
14.6
8.3
6.3
233.50

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
32.0
15.4
16.6
176.00

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1 (4,5)
31.5
15.5
16.0
172.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3 (3,6)
25.0

239.50

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
25.4

240.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o. 
Cable Label: I-1-10

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 9:40 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1864)
SG42301864 with Agilent Technologies Cat 6 Channel (1831)

Profile: Default Cat 6

35 m

Cable NVP: 72 %
Cable length: 35 m
Propagation delay: 167 ns
Delay skew: 6 ns

i Resistance²: 2 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

4 (7,8)
10.7
34.7
24.0
235.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
36.0
33.4
2.6
240.00

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
37.8
33.4
4.4
240.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
14.5
8.5
6.0
223.00

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
14.6
8.3
6.3
233.50

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

4-1
32.7
18.4
14.3
175.50

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

4-1
32.8
18.5
14.3
172.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
25.4

240.00

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
27.2

240.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o. 
Cable Label: I-1-11

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 9:43 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1865)
SG42301864 with Agilent Technologies Cat 6 Channel (1832)

Profile: Default Cat 6

41 m

Cable NVP: 72 %
Cable length: 41 m
Propagation delay: 198 ns
Delay skew: 10 ns

i Resistance²: 5 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

4 (7,8)
12.6
34.1
21.5
228.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3 (3,6)
35.4
30.3
5.1
244.00

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
41.9
35.0
6.9
131.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3 (3,6)
23.3
18.7
4.6
11.38

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
20.7
18.7
2.0
11.38

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
28.8
12.8
16.0
237.50

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1 (4,5)
29.1
12.6
16.5
240.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3 (3,6)
22.8

249.50

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
25.0

244.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS

Page 25 of 212 Printed 2/22/2016 1:53 PM Signature:

SW ver. 3.0/3.0  for information about test equipment used.www.wirescope.comVisit 



Site: Gradjenje d.o.o. 
Cable Label: I-1-11

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 9:43 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1865)
SG42301864 with Agilent Technologies Cat 6 Channel (1832)

Profile: Default Cat 6

41 m

Cable NVP: 72 %
Cable length: 41 m
Propagation delay: 198 ns
Delay skew: 10 ns

i Resistance²: 5 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

4 (7,8)
12.6
34.1
21.5
228.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
35.8
33.3
2.5
244.00

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
43.0
37.9
5.1
131.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3 (3,6)
23.3
18.7
4.6
11.38

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
20.7
18.7
2.0
11.38

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1-3
32.5
16.7
15.8
213.00

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1-3
32.7
16.9
15.8
209.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
23.1

249.50

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
26.2

244.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o. 
Cable Label: I-1-12

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 9:44 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1866)
SG42301864 with Agilent Technologies Cat 6 Channel (1833)

Profile: Default Cat 6

41 m

Cable NVP: 72 %
Cable length: 41 m
Propagation delay: 197 ns
Delay skew: 9 ns

i Resistance²: 3 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

4 (7,8)
12.8
34.3
21.5
230.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3 (3,6)
48.3
41.4
6.9
56.25

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
58.0
53.3
4.7
11.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3 (3,6)
24.2
18.7
5.5
11.50

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1 (4,5)
21.2
18.7
2.5
11.25

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
27.4
12.8
14.6
237.50

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1 (4,5)
27.5
12.5
15.0
245.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
25.0

240.50

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
23.3

228.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o. 
Cable Label: I-1-12

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 9:44 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1866)
SG42301864 with Agilent Technologies Cat 6 Channel (1833)

Profile: Default Cat 6

41 m

Cable NVP: 72 %
Cable length: 41 m
Propagation delay: 197 ns
Delay skew: 9 ns

i Resistance²: 3 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

4 (7,8)
12.8
34.3
21.5
230.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
48.9
44.2
4.7
56.25

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
37.1
33.9
3.2
226.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3 (3,6)
24.2
18.7
5.5
11.50

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1 (4,5)
21.2
18.7
2.5
11.25

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1-3
30.9
16.7
14.2
213.00

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1-3
30.9
16.7
14.2
213.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
25.8

240.00

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
24.5

226.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o. 
Cable Label: I-1-13

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 9:46 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1867)
SG42301864 with Agilent Technologies Cat 6 Channel (1834)

Profile: Default Cat 6

43 m

Cable NVP: 72 %
Cable length: 43 m
Propagation delay: 210 ns
Delay skew: 9 ns

i Resistance²: 4 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

1 (4,5)
13.8
35.9
22.1
250.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3 (3,6)
37.0
30.2
6.8
250.00

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
59.4
53.8
5.6
10.25

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
21.3
16.5
4.8
31.25

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
21.3
19.0
2.3
8.88

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
30.7
15.5
15.2
174.00

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

3 (3,6)
31.3
15.6
15.7
171.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3 (3,6)
23.2

250.00

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
23.4

236.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o. 
Cable Label: I-1-13

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 9:46 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1867)
SG42301864 with Agilent Technologies Cat 6 Channel (1834)

Profile: Default Cat 6

43 m

Cable NVP: 72 %
Cable length: 43 m
Propagation delay: 210 ns
Delay skew: 9 ns

i Resistance²: 4 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

1 (4,5)
13.8
35.9
22.1
250.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
38.2
33.3
4.9
244.50

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-4
70.4
65.0
5.4
3.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
21.3
16.5
4.8
31.25

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
21.3
19.0
2.3
8.88

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1-3
31.5
18.4
13.1
174.50

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1-3
31.4
18.4
13.0
174.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
24.4

247.00

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
25.5

249.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o. 
Cable Label: I-1-14

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 9:47 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1868)
SG42301864 with Agilent Technologies Cat 6 Channel (1835)

Profile: Default Cat 6

44 m

Cable NVP: 72 %
Cable length: 44 m
Propagation delay: 211 ns
Delay skew: 9 ns

i Resistance²: 3 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

1 (4,5)
13.9
35.9
22.0
249.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

2 (1,2)
36.4
30.5
5.9
240.00

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1 (4,5)
36.7
30.5
6.2
240.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3 (3,6)
24.3
18.4
5.9
13.13

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
21.5
19.0
2.5
8.75

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
32.8
17.3
15.5
140.00

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1 (4,5)
32.7
17.4
15.3
139.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3 (3,6)
22.5

250.00

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1 (4,5)
23.0

240.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o. 
Cable Label: I-1-14

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 9:47 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1868)
SG42301864 with Agilent Technologies Cat 6 Channel (1835)

Profile: Default Cat 6

44 m

Cable NVP: 72 %
Cable length: 44 m
Propagation delay: 211 ns
Delay skew: 9 ns

i Resistance²: 3 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

1 (4,5)
13.9
35.9
22.0
249.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
36.6
33.1
3.5
250.00

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1-4
37.8
33.2
4.6
248.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3 (3,6)
24.3
18.4
5.9
13.13

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
21.5
19.0
2.5
8.75

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1-3
30.3
16.9
13.4
208.50

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1-3
30.3
16.9
13.4
208.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
22.9

250.00

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1-4
24.1

248.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o. 
Cable Label: I-1-15

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 9:48 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1869)
SG42301864 with Agilent Technologies Cat 6 Channel (1836)

Profile: Default Cat 6

39 m

Cable NVP: 72 %
Cable length: 39 m
Propagation delay: 191 ns
Delay skew: 9 ns

i Resistance²: 3 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
13.0
34.6
21.6
234.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

2 (1,2)
35.4
30.6
4.8
235.50

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1 (4,5)
34.3
31.0
3.3
223.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
20.9
16.1
4.8
37.50

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
21.7
19.0
2.7
9.75

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
29.6
12.6
17.0
243.00

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1 (4,5)
29.8
12.3
17.5
250.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
22.4

247.00

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1 (4,5)
21.8

225.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o. 
Cable Label: I-1-15

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 9:48 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1869)
SG42301864 with Agilent Technologies Cat 6 Channel (1836)

Profile: Default Cat 6

39 m

Cable NVP: 72 %
Cable length: 39 m
Propagation delay: 191 ns
Delay skew: 9 ns

i Resistance²: 3 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
13.0
34.6
21.6
234.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
36.9
33.2
3.7
247.00

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1-2
36.6
34.3
2.3
214.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
20.9
16.1
4.8
37.50

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
21.7
19.0
2.7
9.75

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1-3
30.7
15.5
15.2
244.00

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1-3
30.7
15.6
15.1
242.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
24.0

247.00

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1-2
23.9

226.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o. 
Cable Label: I-1-16

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 9:49 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1870)
SG42301864 with Agilent Technologies Cat 6 Channel (1837)

Profile: Default Cat 6

39 m

Cable NVP: 72 %
Cable length: 39 m
Propagation delay: 190 ns
Delay skew: 9 ns

i Resistance²: 2 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

4 (7,8)
12.7
34.7
22.0
235.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3 (3,6)
36.5
30.2
6.3
249.00

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
36.9
30.6
6.3
235.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
20.9
15.9
5.0
40.75

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
21.6
19.0
2.6
9.75

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
27.4
12.5
14.9
244.00

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1 (4,5)
28.2
12.6
15.6
243.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3 (3,6)
23.7

249.00

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
24.1

235.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o. 
Cable Label: I-1-16

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 9:49 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1870)
SG42301864 with Agilent Technologies Cat 6 Channel (1837)

Profile: Default Cat 6

39 m

Cable NVP: 72 %
Cable length: 39 m
Propagation delay: 190 ns
Delay skew: 9 ns

i Resistance²: 2 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

4 (7,8)
12.7
34.7
22.0
235.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
37.2
33.3
3.9
243.00

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
39.0
33.5
5.5
237.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
20.9
15.9
5.0
40.75

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
21.6
19.0
2.6
9.75

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1-3
29.3
15.5
13.8
244.00

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1-3
29.6
15.9
13.7
234.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
24.3

249.00

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
26.3

237.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o. 
Cable Label: I-1-17

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 9:50 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1871)
SG42301864 with Agilent Technologies Cat 6 Channel (1838)

Profile: Default Cat 6

35 m

Cable NVP: 72 %
Cable length: 35 m
Propagation delay: 172 ns
Delay skew: 7 ns

i Resistance²: 2 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
12.1
34.3
22.2
231.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3 (3,6)
48.4
41.6
6.8
54.75

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
61.1
54.0
7.1
10.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
21.1
16.3
4.8
35.50

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
22.4
18.4
4.0
13.13

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
59.0
42.8
16.2
7.50

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1 (4,5)
33.3
17.1
16.2
143.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3 (3,6)
25.8

249.50

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
26.1

249.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o. 
Cable Label: I-1-17

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 9:50 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1871)
SG42301864 with Agilent Technologies Cat 6 Channel (1838)

Profile: Default Cat 6

35 m

Cable NVP: 72 %
Cable length: 35 m
Propagation delay: 172 ns
Delay skew: 7 ns

i Resistance²: 2 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
12.1
34.3
22.2
231.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
49.7
44.3
5.4
55.00

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
39.6
33.5
6.1
237.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
21.1
16.3
4.8
35.50

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
22.4
18.4
4.0
13.13

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

4-1
71.2
55.3
15.9
2.50

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

4-1
36.1
20.1
16.0
143.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
26.6

249.50

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
27.5

249.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o. 
Cable Label: I-1-18

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 9:51 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1872)
SG42301864 with Agilent Technologies Cat 6 Channel (1839)

Profile: Default Cat 6

35 m

Cable NVP: 72 %
Cable length: 35 m
Propagation delay: 171 ns
Delay skew: 6 ns

i Resistance²: 2 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
12.1
34.1
22.0
228.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

2 (1,2)
36.1
30.3
5.8
247.00

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
68.3
62.0
6.3
3.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3 (3,6)
24.8
19.0
5.8
10.13

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1 (4,5)
22.9
18.5
4.4
12.88

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
29.1
12.5
16.6
245.00

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

3 (3,6)
28.8
12.3
16.5
249.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
24.2

247.00

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
25.6

243.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o. 
Cable Label: I-1-18

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 9:51 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1872)
SG42301864 with Agilent Technologies Cat 6 Channel (1839)

Profile: Default Cat 6

35 m

Cable NVP: 72 %
Cable length: 35 m
Propagation delay: 171 ns
Delay skew: 6 ns

i Resistance²: 2 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
12.1
34.1
22.0
228.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
37.1
33.2
3.9
247.00

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
38.7
33.3
5.4
244.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3 (3,6)
24.8
19.0
5.8
10.13

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1 (4,5)
22.9
18.5
4.4
12.88

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1-4
69.5
54.9
14.6
2.63

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1-4
69.5
54.9
14.6
2.63

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
25.1

247.00

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
26.8

243.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o. 
Cable Label: I-1-19

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 9:53 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1873)
SG42301864 with Agilent Technologies Cat 6 Channel (1840)

Profile: Default Cat 6

34 m

Cable NVP: 72 %
Cable length: 34 m
Propagation delay: 166 ns
Delay skew: 6 ns

i Resistance²: 2 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

4 (7,8)
11.6
34.9
23.3
237.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

1 (4,5)
58.0
52.7
5.3
12.00

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1 (4,5)
33.5
30.3
3.2
246.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
21.1
15.7
5.4
43.00

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
23.7
17.9
5.8
16.63

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
32.1
15.5
16.6
173.50

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1 (4,5)
31.4
15.5
15.9
173.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3 (3,6)
24.8

241.00

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1 (4,5)
21.9

246.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o. 
Cable Label: I-1-19

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 9:53 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1873)
SG42301864 with Agilent Technologies Cat 6 Channel (1840)

Profile: Default Cat 6

34 m

Cable NVP: 72 %
Cable length: 34 m
Propagation delay: 166 ns
Delay skew: 6 ns

i Resistance²: 2 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

4 (7,8)
11.6
34.9
23.3
237.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
37.4
33.3
4.1
244.50

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1-2
35.9
34.1
1.8
218.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
21.1
15.7
5.4
43.00

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
23.7
17.9
5.8
16.63

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

3-1
30.6
15.3
15.3
250.00

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

3-1
30.5
15.3
15.2
250.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
25.8

244.50

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1-4
23.6

249.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS

Page 42 of 212 Printed 2/22/2016 1:53 PM Signature:

SW ver. 3.0/3.0  for information about test equipment used.www.wirescope.comVisit 



Site: Gradjenje d.o.o. 
Cable Label: I-1-20

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 9:54 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1874)
SG42301864 with Agilent Technologies Cat 6 Channel (1841)

Profile: Default Cat 6

34 m

Cable NVP: 72 %
Cable length: 34 m
Propagation delay: 162 ns
Delay skew: 6 ns

i Resistance²: 3 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

4 (7,8)
11.4
34.4
23.0
232.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3 (3,6)
36.2
30.3
5.9
247.00

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1 (4,5)
37.1
30.9
6.2
227.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
21.3
16.6
4.7
30.88

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
22.0
16.9
5.1
26.75

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
32.5
15.5
17.0
174.00

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1 (4,5)
31.9
15.5
16.4
174.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3 (3,6)
24.7

247.00

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
25.1

250.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o. 
Cable Label: I-1-20

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 9:54 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1874)
SG42301864 with Agilent Technologies Cat 6 Channel (1841)

Profile: Default Cat 6

34 m

Cable NVP: 72 %
Cable length: 34 m
Propagation delay: 162 ns
Delay skew: 6 ns

i Resistance²: 3 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

4 (7,8)
11.4
34.4
23.0
232.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
37.0
33.2
3.8
247.00

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1-4
37.4
33.8
3.6
227.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
21.3
16.6
4.7
30.88

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
22.0
16.9
5.1
26.75

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

4-1
33.2
18.2
15.0
180.00

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

4-1
33.3
18.2
15.1
180.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
25.5

247.00

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1-4
26.2

227.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o. 
Cable Label: I-1-21

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 9:55 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1875)
SG42301864 with Agilent Technologies Cat 6 Channel (1842)

Profile: Default Cat 6

36 m

Cable NVP: 72 %
Cable length: 36 m
Propagation delay: 173 ns
Delay skew: 7 ns

i Resistance²: 2 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

4 (7,8)
12.0
35.4
23.4
243.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

2 (1,2)
35.3
30.2
5.1
248.00

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
37.5
32.9
4.6
174.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
22.0
16.3
5.7
35.00

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
21.4
17.5
3.9
20.00

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
33.8
17.0
16.8
145.50

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1 (4,5)
33.7
17.0
16.7
146.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
23.3

248.00

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
24.2

248.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o. 
Cable Label: I-1-21

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 9:55 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1875)
SG42301864 with Agilent Technologies Cat 6 Channel (1842)

Profile: Default Cat 6

36 m

Cable NVP: 72 %
Cable length: 36 m
Propagation delay: 173 ns
Delay skew: 7 ns

i Resistance²: 2 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

4 (7,8)
12.0
35.4
23.4
243.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
36.8
33.3
3.5
244.50

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-4
48.4
45.9
2.5
44.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
22.0
16.3
5.7
35.00

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
21.4
17.5
3.9
20.00

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

4-1
33.6
18.9
14.7
166.00

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

4-1
33.6
18.9
14.7
166.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
24.7

248.00

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
26.3

248.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o. 
Cable Label: I-1-22

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 9:56 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1876)
SG42301864 with Agilent Technologies Cat 6 Channel (1843)

Profile: Default Cat 6

36 m

Cable NVP: 72 %
Cable length: 36 m
Propagation delay: 172 ns
Delay skew: 6 ns

i Resistance²: 2 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
12.1
34.2
22.1
229.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

2 (1,2)
36.3
30.3
6.0
245.00

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
41.7
35.6
6.1
122.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
17.4
11.9
5.5
102.50

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
20.8
17.5
3.3
20.25

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
33.4
15.5
17.9
173.50

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1 (4,5)
32.6
15.5
17.1
173.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
24.4

245.00

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1 (4,5)
25.8

231.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o. 
Cable Label: I-1-22

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 9:56 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1876)
SG42301864 with Agilent Technologies Cat 6 Channel (1843)

Profile: Default Cat 6

36 m

Cable NVP: 72 %
Cable length: 36 m
Propagation delay: 172 ns
Delay skew: 6 ns

i Resistance²: 2 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
12.1
34.2
22.1
229.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
37.1
33.3
3.8
245.00

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
43.4
38.4
5.0
122.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
17.4
11.9
5.5
102.50

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
20.8
17.5
3.3
20.25

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

4-1
34.6
18.5
16.1
173.50

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

4-1
34.6
18.5
16.1
173.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
25.2

245.00

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1-4
27.1

230.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o. 
Cable Label: I-1-23

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 9:58 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1877)
SG42301864 with Agilent Technologies Cat 6 Channel (1844)

Profile: Default Cat 6

36 m

Cable NVP: 72 %
Cable length: 36 m
Propagation delay: 173 ns
Delay skew: 7 ns

i Resistance²: 2 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
12.3
34.2
21.9
229.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3 (3,6)
34.2
30.3
3.9
244.00

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
35.9
30.7
5.2
231.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
21.4
16.1
5.3
38.50

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
21.9
18.3
3.6
13.75

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
28.0
12.4
15.6
247.50

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

3 (3,6)
28.7
12.3
16.4
250.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3 (3,6)
22.0

244.00

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
23.7

231.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o. 
Cable Label: I-1-23

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 9:58 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1877)
SG42301864 with Agilent Technologies Cat 6 Channel (1844)

Profile: Default Cat 6

36 m

Cable NVP: 72 %
Cable length: 36 m
Propagation delay: 173 ns
Delay skew: 7 ns

i Resistance²: 2 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
12.3
34.2
21.9
229.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
34.5
33.3
1.2
244.00

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
37.3
33.4
3.9
241.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
21.4
16.1
5.3
38.50

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
21.9
18.3
3.6
13.75

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1-3
30.8
15.9
14.9
232.50

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1-3
30.5
15.9
14.6
232.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
22.3

244.00

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
25.0

241.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o. 
Cable Label: I-1-24

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 9:59 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1878)
SG42301864 with Agilent Technologies Cat 6 Channel (1845)

Profile: Default Cat 6

36 m

Cable NVP: 72 %
Cable length: 36 m
Propagation delay: 174 ns
Delay skew: 8 ns

i Resistance²: 2 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

4 (7,8)
12.4
34.7
22.3
235.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

2 (1,2)
34.9
30.5
4.4
240.00

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
35.8
30.5
5.3
240.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
21.1
16.1
5.0
38.50

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
22.9
18.4
4.5
13.00

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

3 (3,6)
29.4
12.3
17.1
250.00

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

3 (3,6)
29.1
12.3
16.8
249.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
22.8

243.50

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
23.7

243.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o. 
Cable Label: I-1-24

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 9:59 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1878)
SG42301864 with Agilent Technologies Cat 6 Channel (1845)

Profile: Default Cat 6

36 m

Cable NVP: 72 %
Cable length: 36 m
Propagation delay: 174 ns
Delay skew: 8 ns

i Resistance²: 2 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

4 (7,8)
12.4
34.7
22.3
235.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
36.5
33.4
3.1
240.00

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1-2
37.5
34.1
3.4
220.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
21.1
16.1
5.0
38.50

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
22.9
18.4
4.5
13.00

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

3-1
30.9
15.3
15.6
250.00

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

3-1
30.8
15.3
15.5
250.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
24.3

246.50

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1-2
25.4

227.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o. 
Cable Label: I-2-1

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 10:00 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1879)
SG42301864 with Agilent Technologies Cat 6 Channel (1846)

Profile: Default Cat 6

44 m

Cable NVP: 72 %
Cable length: 44 m
Propagation delay: 212 ns
Delay skew: 10 ns

i Resistance²: 3 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

4 (7,8)
14.4
35.4
21.0
244.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

2 (1,2)
35.8
30.5
5.3
237.50

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
34.2
30.3
3.9
247.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
18.3
11.9
6.4
102.00

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
22.7
19.0
3.7
6.38

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
30.2
13.9
16.3
209.00

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

3 (3,6)
32.5
15.6
16.9
172.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
21.1

248.00

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
19.7

247.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o. 
Cable Label: I-2-1

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 10:00 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1879)
SG42301864 with Agilent Technologies Cat 6 Channel (1846)

Profile: Default Cat 6

44 m

Cable NVP: 72 %
Cable length: 44 m
Propagation delay: 212 ns
Delay skew: 10 ns

i Resistance²: 3 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

4 (7,8)
14.4
35.4
21.0
244.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
37.4
33.2
4.2
248.00

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
34.7
33.2
1.5
248.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
18.3
11.9
6.4
102.00

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
22.7
19.0
3.7
6.38

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1-3
33.6
18.4
15.2
175.50

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1-3
33.5
18.4
15.1
175.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
22.9

248.00

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
20.2

248.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o. 
Cable Label: I-2-2

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 10:01 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1880)
SG42301864 with Agilent Technologies Cat 6 Channel (1847)

Profile: Default Cat 6

44 m

Cable NVP: 72 %
Cable length: 44 m
Propagation delay: 210 ns
Delay skew: 8 ns

i Resistance²: 3 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

1 (4,5)
14.4
35.9
21.5
249.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

2 (1,2)
35.6
30.2
5.4
249.00

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
59.1
52.2
6.9
12.88

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
21.9
16.5
5.4
31.25

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
21.8
19.0
2.8
8.75

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
28.1
12.8
15.3
236.00

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1 (4,5)
29.4
13.8
15.6
211.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
21.4

249.00

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
23.9

236.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o. 
Cable Label: I-2-2

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 10:01 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1880)
SG42301864 with Agilent Technologies Cat 6 Channel (1847)

Profile: Default Cat 6

44 m

Cable NVP: 72 %
Cable length: 44 m
Propagation delay: 210 ns
Delay skew: 8 ns

i Resistance²: 3 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

1 (4,5)
14.4
35.9
21.5
249.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
36.0
33.1
2.9
249.00

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
49.3
43.7
5.6
60.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
21.9
16.5
5.4
31.25

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
21.8
19.0
2.8
8.75

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1-3
29.7
15.8
13.9
236.00

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1-3
29.7
15.8
13.9
236.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
21.8

249.00

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
25.5

236.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-2-3

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 10:02 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1881)
SG42301864 with Agilent Technologies Cat 6 Channel (1848)

Profile: Default Cat 6

44 m

Cable NVP: 72 %
Cable length: 44 m
Propagation delay: 211 ns
Delay skew: 9 ns

i Resistance²: 3 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

3 (3,6)
14.5
35.9
21.4
249.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3 (3,6)
36.7
30.3
6.4
247.00

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
59.1
53.7
5.4
10.38

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
17.9
11.7
6.2
107.00

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
22.2
19.0
3.2
6.13

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
59.1
43.7
15.4
6.75

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1 (4,5)
28.4
12.7
15.7
240.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3 (3,6)
22.3

249.00

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1 (4,5)
24.0

245.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-2-3

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 10:02 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1881)
SG42301864 with Agilent Technologies Cat 6 Channel (1848)

Profile: Default Cat 6

44 m

Cable NVP: 72 %
Cable length: 44 m
Propagation delay: 211 ns
Delay skew: 9 ns

i Resistance²: 3 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

3 (3,6)
14.5
35.9
21.4
249.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
37.6
33.1
4.5
249.00

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-4
69.3
65.0
4.3
2.38

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
17.9
11.7
6.2
107.00

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
22.2
19.0
3.2
6.13

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

4-1
71.6
57.8
13.8
1.88

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

4-1
29.5
15.6
13.9
242.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
23.2

249.00

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
24.9

241.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-2-4

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 10:03 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1882)
SG42301864 with Agilent Technologies Cat 6 Channel (1849)

Profile: Default Cat 6

44 m

Cable NVP: 72 %
Cable length: 44 m
Propagation delay: 213 ns
Delay skew: 10 ns

i Resistance²: 3 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

1 (4,5)
14.6
35.9
21.3
250.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

2 (1,2)
36.5
30.5
6.0
239.50

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
66.5
59.3
7.2
4.75

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

4 (7,8)
25.2
19.0
6.2
6.00

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
21.9
19.0
2.9
6.13

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
36.7
19.1
17.6
115.00

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1 (4,5)
36.8
19.0
17.8
116.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
22.2

242.00

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
24.0

242.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-2-4

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 10:03 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1882)
SG42301864 with Agilent Technologies Cat 6 Channel (1849)

Profile: Default Cat 6

44 m

Cable NVP: 72 %
Cable length: 44 m
Propagation delay: 213 ns
Delay skew: 10 ns

i Resistance²: 3 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

1 (4,5)
14.6
35.9
21.3
250.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
37.7
33.4
4.3
242.00

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
39.5
33.4
6.1
242.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

4 (7,8)
25.2
19.0
6.2
6.00

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
21.9
19.0
2.9
6.13

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

4-1
37.4
21.3
16.1
126.00

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

4-1
37.4
21.4
16.0
123.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
23.2

242.00

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
25.0

242.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-2-5

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 10:04 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1883)
SG42301864 with Agilent Technologies Cat 6 Channel (1850)

Profile: Default Cat 6

44 m

Cable NVP: 72 %
Cable length: 44 m
Propagation delay: 212 ns
Delay skew: 10 ns

i Resistance²: 3 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

3 (3,6)
14.7
35.9
21.2
249.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3 (3,6)
47.0
41.3
5.7
57.00

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
58.2
53.7
4.5
10.38

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
17.6
12.3
5.3
94.50

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
21.6
19.0
2.6
6.13

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
28.0
13.7
14.3
213.50

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1 (4,5)
28.7
14.1
14.6
204.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
24.4

235.50

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
22.4

227.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-2-5

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 10:04 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1883)
SG42301864 with Agilent Technologies Cat 6 Channel (1850)

Profile: Default Cat 6

44 m

Cable NVP: 72 %
Cable length: 44 m
Propagation delay: 212 ns
Delay skew: 10 ns

i Resistance²: 3 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

3 (3,6)
14.7
35.9
21.2
249.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
47.7
44.1
3.6
57.00

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
59.7
56.2
3.5
10.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
17.6
12.3
5.3
94.50

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
21.6
19.0
2.6
6.13

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1-3
30.2
16.7
13.5
213.50

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1-3
30.1
16.6
13.5
214.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
25.4

240.00

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-4
24.7

224.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-2-6

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 10:05 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1884)
SG42301864 with Agilent Technologies Cat 6 Channel (1851)

Profile: Default Cat 6

44 m

Cable NVP: 72 %
Cable length: 44 m
Propagation delay: 212 ns
Delay skew: 10 ns

i Resistance²: 3 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
14.6
34.8
20.2
237.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

2 (1,2)
36.2
30.5
5.7
240.00

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
59.2
52.2
7.0
12.75

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
21.0
16.5
4.5
31.25

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
21.9
19.0
2.9
6.38

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
58.7
43.7
15.0
6.75

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1 (4,5)
57.8
42.2
15.6
8.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
21.6

247.00

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
23.8

239.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-2-6

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 10:05 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1884)
SG42301864 with Agilent Technologies Cat 6 Channel (1851)

Profile: Default Cat 6

44 m

Cable NVP: 72 %
Cable length: 44 m
Propagation delay: 212 ns
Delay skew: 10 ns

i Resistance²: 3 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
14.6
34.8
20.2
237.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
37.6
33.2
4.4
247.00

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
39.5
33.4
6.1
240.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
21.0
16.5
4.5
31.25

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
21.9
19.0
2.9
6.38

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1-3
31.4
16.7
14.7
213.00

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1-3
31.4
16.8
14.6
210.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
23.0

247.00

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
25.1

240.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-2-7

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 10:07 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1885)
SG42301864 with Agilent Technologies Cat 6 Channel (1852)

Profile: Default Cat 6

44 m

Cable NVP: 72 %
Cable length: 44 m
Propagation delay: 212 ns
Delay skew: 10 ns

i Resistance²: 3 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
14.6
34.3
19.7
231.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3 (3,6)
36.1
30.3
5.8
247.00

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
40.5
33.0
7.5
172.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
21.2
15.6
5.6
44.00

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
22.0
19.0
3.0
6.38

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
30.0
13.9
16.1
207.50

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

3 (3,6)
31.9
15.5
16.4
173.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3 (3,6)
21.5

247.50

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1 (4,5)
24.0

249.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-2-7

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 10:07 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1885)
SG42301864 with Agilent Technologies Cat 6 Channel (1852)

Profile: Default Cat 6

44 m

Cable NVP: 72 %
Cable length: 44 m
Propagation delay: 212 ns
Delay skew: 10 ns

i Resistance²: 3 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
14.6
34.3
19.7
231.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
36.6
33.2
3.4
247.50

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
41.1
35.9
5.2
172.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
21.2
15.6
5.6
44.00

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
22.0
19.0
3.0
6.38

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1-3
32.2
18.4
13.8
175.50

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1-3
32.1
18.3
13.8
176.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
22.0

247.50

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1-4
25.3

248.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-2-8

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 10:08 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1886)
SG42301864 with Agilent Technologies Cat 6 Channel (1853)

Profile: Default Cat 6

44 m

Cable NVP: 72 %
Cable length: 44 m
Propagation delay: 212 ns
Delay skew: 10 ns

i Resistance²: 3 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

4 (7,8)
14.4
34.9
20.5
237.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

2 (1,2)
35.6
30.2
5.4
248.00

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
38.4
30.9
7.5
227.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

4 (7,8)
24.0
19.0
5.0
6.13

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
21.3
19.0
2.3
6.25

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
29.5
14.0
15.5
206.50

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1 (4,5)
31.3
15.5
15.8
173.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
21.2

248.00

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
23.9

240.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-2-8

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 10:08 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1886)
SG42301864 with Agilent Technologies Cat 6 Channel (1853)

Profile: Default Cat 6

44 m

Cable NVP: 72 %
Cable length: 44 m
Propagation delay: 212 ns
Delay skew: 10 ns

i Resistance²: 3 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

4 (7,8)
14.4
34.9
20.5
237.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
36.9
33.2
3.7
248.00

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
39.3
33.4
5.9
240.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

4 (7,8)
24.0
19.0
5.0
6.13

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
21.3
19.0
2.3
6.25

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

3-1
31.7
18.4
13.3
175.50

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1-3
31.6
18.3
13.3
177.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
22.3

248.00

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
24.9

240.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-2-9

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 10:10 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1889)
SG42301864 with Agilent Technologies Cat 6 Channel (1854)

Profile: Default Cat 6

43 m

Cable NVP: 72 %
Cable length: 43 m
Propagation delay: 208 ns
Delay skew: 10 ns

i Resistance²: 3 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
14.3
34.6
20.3
234.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

2 (1,2)
35.1
30.2
4.9
250.00

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1 (4,5)
39.7
31.4
8.3
212.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
20.7
16.0
4.7
39.75

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
21.6
19.0
2.6
8.88

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
28.8
13.9
14.9
209.00

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1 (4,5)
29.5
14.1
15.4
204.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
21.1

250.00

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
26.0

250.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS

Page 69 of 212 Printed 2/22/2016 1:53 PM Signature:

SW ver. 3.0/3.0  for information about test equipment used.www.wirescope.comVisit 



Site: Gradjenje d.o.o.
Cable Label: I-2-9

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 10:10 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1889)
SG42301864 with Agilent Technologies Cat 6 Channel (1854)

Profile: Default Cat 6

43 m

Cable NVP: 72 %
Cable length: 43 m
Propagation delay: 208 ns
Delay skew: 10 ns

i Resistance²: 3 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
14.3
34.6
20.3
234.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
36.1
33.1
3.0
250.00

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1-4
62.7
56.0
6.7
10.88

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
20.7
16.0
4.7
39.75

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
21.6
19.0
2.6
8.88

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1-3
29.9
16.9
13.0
209.00

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1-3
29.7
16.7
13.0
212.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
22.0

250.00

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
27.2

250.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-2-10

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 10:11 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1890)
SG42301864 with Agilent Technologies Cat 6 Channel (1855)

Profile: Default Cat 6

42 m

Cable NVP: 72 %
Cable length: 42 m
Propagation delay: 206 ns
Delay skew: 10 ns

i Resistance²: 2 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

1 (4,5)
14.1
35.9
21.8
250.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

1 (4,5)
36.7
31.5
5.2
210.00

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1 (4,5)
34.4
30.2
4.2
250.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
17.9
11.5
6.4
111.50

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
21.5
19.0
2.5
9.13

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
29.7
13.7
16.0
213.00

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1 (4,5)
29.8
13.7
16.1
213.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
21.8

248.00

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1 (4,5)
20.3

250.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-2-10

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 10:11 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1890)
SG42301864 with Agilent Technologies Cat 6 Channel (1855)

Profile: Default Cat 6

42 m

Cable NVP: 72 %
Cable length: 42 m
Propagation delay: 206 ns
Delay skew: 10 ns

i Resistance²: 2 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

1 (4,5)
14.1
35.9
21.8
250.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

1-2
38.1
34.1
4.0
218.50

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1-4
36.6
33.3
3.3
244.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
17.9
11.5
6.4
111.50

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
21.5
19.0
2.5
9.13

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1-3
30.4
16.7
13.7
213.00

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1-3
30.6
16.9
13.7
209.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

1-2
24.0

235.50

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1-4
22.8

244.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-2-11

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 10:12 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1891)
SG42301864 with Agilent Technologies Cat 6 Channel (1856)

Profile: Default Cat 6

40 m

Cable NVP: 72 %
Cable length: 40 m
Propagation delay: 196 ns
Delay skew: 10 ns

i Resistance²: 1 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

4 (7,8)
13.4
35.0
21.6
239.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3 (3,6)
46.7
41.3
5.4
56.50

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1 (4,5)
35.5
30.7
4.8
233.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
21.5
16.0
5.5
39.75

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
22.5
19.0
3.5
9.50

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
27.2
12.5
14.7
245.00

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1 (4,5)
32.4
17.3
15.1
140.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3 (3,6)
23.9

236.00

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1 (4,5)
22.1

233.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-2-11

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 10:12 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1891)
SG42301864 with Agilent Technologies Cat 6 Channel (1856)

Profile: Default Cat 6

40 m

Cable NVP: 72 %
Cable length: 40 m
Propagation delay: 196 ns
Delay skew: 10 ns

i Resistance²: 1 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

4 (7,8)
13.4
35.0
21.6
239.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
48.1
44.1
4.0
56.50

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1-2
37.4
34.0
3.4
222.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
21.5
16.0
5.5
39.75

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
22.5
19.0
3.5
9.50

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

3-1
30.6
16.8
13.8
210.50

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

3-1
30.7
16.9
13.8
208.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
25.9

244.50

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1-2
24.4

222.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-2-12

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 10:13 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1892)
SG42301864 with Agilent Technologies Cat 6 Channel (1857)

Profile: Default Cat 6

40 m

Cable NVP: 72 %
Cable length: 40 m
Propagation delay: 195 ns
Delay skew: 10 ns

i Resistance²: 2 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
13.6
34.4
20.8
232.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3 (3,6)
36.2
30.2
6.0
248.00

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1 (4,5)
35.7
30.2
5.5
248.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
22.1
15.4
6.7
45.25

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
22.7
19.0
3.7
9.50

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
56.9
42.6
14.3
7.63

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1 (4,5)
31.6
17.5
14.1
138.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3 (3,6)
22.6

248.00

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1 (4,5)
22.1

248.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-2-12

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 10:13 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1892)
SG42301864 with Agilent Technologies Cat 6 Channel (1857)

Profile: Default Cat 6

40 m

Cable NVP: 72 %
Cable length: 40 m
Propagation delay: 195 ns
Delay skew: 10 ns

i Resistance²: 2 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
13.6
34.4
20.8
232.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
37.0
33.2
3.8
248.50

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1-4
36.7
33.2
3.5
248.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
22.1
15.4
6.7
45.25

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
22.7
19.0
3.7
9.50

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

4-1
33.1
20.5
12.6
137.50

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

4-1
33.1
20.5
12.6
138.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
23.4

248.00

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1-4
23.1

248.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-2-13

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 10:14 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1893)
SG42301864 with Agilent Technologies Cat 6 Channel (1858)

Profile: Default Cat 6

40 m

Cable NVP: 72 %
Cable length: 40 m
Propagation delay: 193 ns
Delay skew: 9 ns

i Resistance²: 1 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

4 (7,8)
13.4
34.3
20.9
230.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

2 (1,2)
36.4
30.6
5.8
236.50

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
58.2
53.1
5.1
11.38

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
21.8
16.0
5.8
40.00

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

4 (7,8)
22.7
19.0
3.7
6.88

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
29.9
13.7
16.2
214.00

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

3 (3,6)
29.5
13.7
15.8
214.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
22.7

245.50

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
23.2

228.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-2-13

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 10:14 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1893)
SG42301864 with Agilent Technologies Cat 6 Channel (1858)

Profile: Default Cat 6

40 m

Cable NVP: 72 %
Cable length: 40 m
Propagation delay: 193 ns
Delay skew: 9 ns

i Resistance²: 1 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

4 (7,8)
13.4
34.3
20.9
230.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
38.2
33.3
4.9
245.00

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
48.9
44.3
4.6
54.75

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
21.8
16.0
5.8
40.00

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

4 (7,8)
22.7
19.0
3.7
6.88

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1-3
30.2
16.7
13.5
213.00

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1-3
30.2
16.9
13.3
208.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
24.8

245.50

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1-2
25.1

227.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-2-14

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 10:16 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1894)
SG42301864 with Agilent Technologies Cat 6 Channel (1859)

Profile: Default Cat 6

40 m

Cable NVP: 72 %
Cable length: 40 m
Propagation delay: 191 ns
Delay skew: 8 ns

i Resistance²: 2 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

4 (7,8)
13.2
34.1
20.9
228.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

2 (1,2)
37.1
30.5
6.6
238.00

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1 (4,5)
36.5
30.8
5.7
228.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
15.2
9.9
5.3
162.50

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
21.3
18.5
2.8
12.50

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
28.8
12.4
16.4
248.50

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1 (4,5)
28.8
12.3
16.5
249.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
23.8

241.00

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
23.1

241.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-2-14

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 10:16 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1894)
SG42301864 with Agilent Technologies Cat 6 Channel (1859)

Profile: Default Cat 6

40 m

Cable NVP: 72 %
Cable length: 40 m
Propagation delay: 191 ns
Delay skew: 8 ns

i Resistance²: 2 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

4 (7,8)
13.2
34.1
20.9
228.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
49.1
44.3
4.8
54.75

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1-2
38.1
34.0
4.1
223.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
15.2
9.9
5.3
162.50

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
21.3
18.5
2.8
12.50

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

3-1
30.0
15.3
14.7
249.00

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

3-1
29.8
15.3
14.5
249.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
25.2

241.00

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1-2
25.2

223.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-2-15

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 10:17 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1895)
SG42301864 with Agilent Technologies Cat 6 Channel (1860)

Profile: Default Cat 6

40 m

Cable NVP: 72 %
Cable length: 40 m
Propagation delay: 192 ns
Delay skew: 9 ns

i Resistance²: 2 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

4 (7,8)
13.3
34.9
21.6
237.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

2 (1,2)
36.4
30.5
5.9
238.00

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
58.1
51.5
6.6
14.13

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

4 (7,8)
24.8
19.0
5.8
9.63

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
23.0
19.0
4.0
7.38

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
58.6
42.8
15.8
7.50

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1 (4,5)
33.3
17.4
15.9
139.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
23.1

237.50

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
24.6

229.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-2-15

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 10:17 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1895)
SG42301864 with Agilent Technologies Cat 6 Channel (1860)

Profile: Default Cat 6

40 m

Cable NVP: 72 %
Cable length: 40 m
Propagation delay: 192 ns
Delay skew: 9 ns

i Resistance²: 2 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

4 (7,8)
13.3
34.9
21.6
237.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
37.8
33.5
4.3
238.00

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
60.1
54.0
6.1
14.38

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

4 (7,8)
24.8
19.0
5.8
9.63

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
23.0
19.0
4.0
7.38

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

4-1
69.0
55.3
13.7
2.50

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1-4
57.2
43.5
13.7
9.75

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
24.4

237.50

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
26.4

243.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-2-16

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 10:18 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1896)
SG42301864 with Agilent Technologies Cat 6 Channel (1861)

Profile: Default Cat 6

39 m

Cable NVP: 72 %
Cable length: 39 m
Propagation delay: 191 ns
Delay skew: 9 ns

i Resistance²: 1 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
13.4
34.6
21.2
234.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3 (3,6)
37.4
30.5
6.9
238.00

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
40.5
35.4
5.1
124.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
22.0
16.3
5.7
35.00

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
22.1
19.0
3.1
6.88

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
28.7
12.5
16.2
244.00

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1 (4,5)
33.6
17.1
16.5
144.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3 (3,6)
24.0

238.00

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
22.7

246.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-2-16

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 10:18 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1896)
SG42301864 with Agilent Technologies Cat 6 Channel (1861)

Profile: Default Cat 6

39 m

Cable NVP: 72 %
Cable length: 39 m
Propagation delay: 191 ns
Delay skew: 9 ns

i Resistance²: 1 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
13.4
34.6
21.2
234.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
38.3
33.5
4.8
238.00

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-4
42.6
39.5
3.1
106.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
22.0
16.3
5.7
35.00

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
22.1
19.0
3.1
6.88

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1-3
32.1
16.9
15.2
209.00

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1-3
32.0
16.9
15.1
208.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
24.9

238.00

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-4
24.2

226.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-2-17

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 10:20 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1897)
SG42301864 with Agilent Technologies Cat 6 Channel (1862)

Profile: Default Cat 6

60 m

Cable NVP: 72 %
Cable length: 60 m
Propagation delay: 289 ns
Delay skew: 12 ns

i Resistance²: 5 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

1 (4,5)
18.7
35.9
17.2
250.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

2 (1,2)
37.2
30.2
7.0
248.00

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
38.0
33.2
4.8
168.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
23.2
19.0
4.2
4.63

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
20.9
19.0
1.9
4.63

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
30.9
15.6
15.3
172.00

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

3 (3,6)
32.9
17.3
15.6
141.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3 (3,6)
18.7

248.00

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
17.9

227.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-2-17

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 10:20 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1897)
SG42301864 with Agilent Technologies Cat 6 Channel (1862)

Profile: Default Cat 6

60 m

Cable NVP: 72 %
Cable length: 60 m
Propagation delay: 289 ns
Delay skew: 12 ns

i Resistance²: 5 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

1 (4,5)
18.7
35.9
17.2
250.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
37.7
33.2
4.5
248.00

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1-2
38.4
34.0
4.4
221.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
23.2
19.0
4.2
4.63

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
20.9
19.0
1.9
4.63

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

3-1
33.4
20.3
13.1
141.00

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1-3
33.4
20.3
13.1
141.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
19.2

248.00

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1-2
20.5

221.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-2-18

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 10:21 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1898)
SG42301864 with Agilent Technologies Cat 6 Channel (1863)

Profile: Default Cat 6

59 m

Cable NVP: 72 %
Cable length: 59 m
Propagation delay: 285 ns
Delay skew: 12 ns

i Resistance²: 5 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

1 (4,5)
18.9
35.9
17.0
250.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

2 (1,2)
37.6
30.6
7.0
237.00

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
36.6
30.4
6.2
243.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
23.9
19.0
4.9
4.63

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
21.1
19.0
2.1
4.50

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
36.1
19.6
16.5
107.50

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

3 (3,6)
33.4
17.4
16.0
139.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3 (3,6)
18.8

243.00

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
18.0

244.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-2-18

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 10:21 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1898)
SG42301864 with Agilent Technologies Cat 6 Channel (1863)

Profile: Default Cat 6

59 m

Cable NVP: 72 %
Cable length: 59 m
Propagation delay: 285 ns
Delay skew: 12 ns

i Resistance²: 5 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

1 (4,5)
18.9
35.9
17.0
250.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
38.3
33.3
5.0
243.00

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1-2
38.5
34.0
4.5
221.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
23.9
19.0
4.9
4.63

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
21.1
19.0
2.1
4.50

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1-3
34.4
20.4
14.0
139.50

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1-3
34.2
20.4
13.8
139.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
19.6

243.00

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
19.8

243.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-2-19

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 10:22 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1899)
SG42301864 with Agilent Technologies Cat 6 Channel (1864)

Profile: Default Cat 6

56 m

Cable NVP: 72 %
Cable length: 56 m
Propagation delay: 273 ns
Delay skew: 14 ns

i Resistance²: 4 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

1 (4,5)
17.9
35.9
18.0
250.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

2 (1,2)
36.3
30.3
6.0
244.00

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1 (4,5)
37.1
30.9
6.2
226.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

4 (7,8)
23.5
19.0
4.5
4.75

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
20.7
19.0
1.7
5.00

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
32.9
17.4
15.5
139.50

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

3 (3,6)
32.8
17.2
15.6
143.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
18.6

248.00

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1 (4,5)
19.7

226.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-2-19

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 10:22 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1899)
SG42301864 with Agilent Technologies Cat 6 Channel (1864)

Profile: Default Cat 6

56 m

Cable NVP: 72 %
Cable length: 56 m
Propagation delay: 273 ns
Delay skew: 14 ns

i Resistance²: 4 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

1 (4,5)
17.9
35.9
18.0
250.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
36.7
33.2
3.5
248.00

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1-2
39.1
33.9
5.2
225.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

4 (7,8)
23.5
19.0
4.5
4.75

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
20.7
19.0
1.7
5.00

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1-3
33.4
20.2
13.2
143.00

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1-3
33.3
20.2
13.1
143.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
19.0

248.00

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1-2
21.8

224.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-2-20

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 10:24 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1900)
SG42301864 with Agilent Technologies Cat 6 Channel (1865)

Profile: Default Cat 6

57 m

Cable NVP: 72 %
Cable length: 57 m
Propagation delay: 277 ns
Delay skew: 15 ns

i Resistance²: 4 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
18.2
34.0
15.8
227.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

2 (1,2)
35.0
30.3
4.7
247.00

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
59.1
50.8
8.3
15.63

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

4 (7,8)
23.9
19.0
4.9
4.75

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

4 (7,8)
21.4
19.0
2.4
4.75

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
33.3
17.2
16.1
143.00

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

3 (3,6)
33.4
17.2
16.2
143.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
17.0

249.00

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
21.7

239.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-2-20

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 10:24 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1900)
SG42301864 with Agilent Technologies Cat 6 Channel (1865)

Profile: Default Cat 6

57 m

Cable NVP: 72 %
Cable length: 57 m
Propagation delay: 277 ns
Delay skew: 15 ns

i Resistance²: 4 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
18.2
34.0
15.8
227.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
35.7
33.2
2.5
247.00

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
60.4
53.3
7.1
15.75

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

4 (7,8)
23.9
19.0
4.9
4.75

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

4 (7,8)
21.4
19.0
2.4
4.75

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1-3
34.1
20.3
13.8
141.00

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1-3
33.9
20.2
13.7
143.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
17.5

247.00

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
23.7

237.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-2-21

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 10:25 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1901)
SG42301864 with Agilent Technologies Cat 6 Channel (1866)

Profile: Default Cat 6

53 m

Cable NVP: 72 %
Cable length: 53 m
Propagation delay: 259 ns
Delay skew: 13 ns

i Resistance²: 4 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

1 (4,5)
17.3
35.9
18.6
250.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

2 (1,2)
48.4
41.5
6.9
55.50

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
38.7
32.6
6.1
182.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
24.0
19.0
5.0
5.13

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
20.6
19.0
1.6
5.13

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
29.4
13.9
15.5
208.50

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1 (4,5)
31.4
15.5
15.9
173.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
22.3

239.50

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
19.9

240.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-2-21

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 10:25 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1901)
SG42301864 with Agilent Technologies Cat 6 Channel (1866)

Profile: Default Cat 6

53 m

Cable NVP: 72 %
Cable length: 53 m
Propagation delay: 259 ns
Delay skew: 13 ns

i Resistance²: 4 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

1 (4,5)
17.3
35.9
18.6
250.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
48.7
44.2
4.5
55.50

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
39.6
35.5
4.1
182.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
24.0
19.0
5.0
5.13

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
20.6
19.0
1.6
5.13

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1-3
32.0
18.2
13.8
179.50

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1-3
31.9
18.1
13.8
180.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
23.9

239.50

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
21.4

240.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-2-22

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 10:26 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1902)
SG42301864 with Agilent Technologies Cat 6 Channel (1867)

Profile: Default Cat 6

53 m

Cable NVP: 72 %
Cable length: 53 m
Propagation delay: 259 ns
Delay skew: 13 ns

i Resistance²: 4 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

4 (7,8)
17.2
35.4
18.2
244.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3 (3,6)
37.7
30.5
7.2
237.50

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
36.9
30.4
6.5
241.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

4 (7,8)
24.1
19.0
5.1
5.13

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
20.9
19.0
1.9
5.13

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
32.3
17.3
15.0
141.00

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

3 (3,6)
32.2
17.2
15.0
143.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3 (3,6)
20.5

237.50

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
19.5

241.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-2-22

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 10:26 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1902)
SG42301864 with Agilent Technologies Cat 6 Channel (1867)

Profile: Default Cat 6

53 m

Cable NVP: 72 %
Cable length: 53 m
Propagation delay: 259 ns
Delay skew: 13 ns

i Resistance²: 4 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

4 (7,8)
17.2
35.4
18.2
244.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
49.4
44.0
5.4
57.25

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
37.7
33.3
4.4
243.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

4 (7,8)
24.1
19.0
5.1
5.13

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
20.9
19.0
1.9
5.13

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1-3
32.9
20.3
12.6
141.00

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1-3
32.6
20.2
12.4
143.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
22.1

246.00

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
20.4

243.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-2-23

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 10:27 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1903)
SG42301864 with Agilent Technologies Cat 6 Channel (1868)

Profile: Default Cat 6

53 m

Cable NVP: 72 %
Cable length: 53 m
Propagation delay: 255 ns
Delay skew: 10 ns

i Resistance²: 4 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
17.1
34.2
17.1
230.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3 (3,6)
37.1
30.2
6.9
250.00

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
39.5
33.0
6.5
172.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
23.9
19.0
4.9
5.13

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
20.2
19.0
1.2
5.25

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
31.2
15.5
15.7
173.50

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1 (4,5)
32.2
15.5
16.7
174.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3 (3,6)
20.0

250.00

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
21.5

241.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-2-23

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 10:27 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1903)
SG42301864 with Agilent Technologies Cat 6 Channel (1868)

Profile: Default Cat 6

53 m

Cable NVP: 72 %
Cable length: 53 m
Propagation delay: 255 ns
Delay skew: 10 ns

i Resistance²: 4 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
17.1
34.2
17.1
230.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
37.6
33.2
4.4
248.00

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
40.2
35.9
4.3
172.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
23.9
19.0
4.9
5.13

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
20.2
19.0
1.2
5.25

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1-3
33.2
18.5
14.7
173.50

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1-3
33.1
18.5
14.6
173.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
20.5

250.00

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
21.9

226.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-2-24

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 10:31 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1905)
SG42301864 with Agilent Technologies Cat 6 Channel (1870)

Profile: Default Cat 6

53 m

Cable NVP: 72 %
Cable length: 53 m
Propagation delay: 259 ns
Delay skew: 13 ns

i Resistance²: 4 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

4 (7,8)
17.3
34.7
17.4
235.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3 (3,6)
37.7
30.6
7.1
237.00

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1 (4,5)
37.5
30.5
7.0
237.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
22.4
16.5
5.9
32.25

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
22.9
19.0
3.9
7.13

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
35.6
19.7
15.9
106.50

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1 (4,5)
35.8
19.8
16.0
106.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3 (3,6)
20.7

245.50

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
20.6

246.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-2-24

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 10:31 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1905)
SG42301864 with Agilent Technologies Cat 6 Channel (1870)

Profile: Default Cat 6

53 m

Cable NVP: 72 %
Cable length: 53 m
Propagation delay: 259 ns
Delay skew: 13 ns

i Resistance²: 4 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

4 (7,8)
17.3
34.7
17.4
235.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
38.5
33.3
5.2
245.50

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1-4
39.0
33.8
5.2
229.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
22.4
16.5
5.9
32.25

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
22.9
19.0
3.9
7.13

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1-3
34.1
20.3
13.8
141.00

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1-3
34.0
20.3
13.7
141.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
21.4

245.50

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
21.9

246.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-2-25

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 11:45 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1907)
SG42301864 with Agilent Technologies Cat 6 Channel (1871)

Profile: Default Cat 6

60 m

Cable NVP: 72 %
Cable length: 60 m
Propagation delay: 289 ns
Delay skew: 12 ns

i Resistance²: 6 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

1 (4,5)
17.4
35.9
18.5
250.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

1 (4,5)
34.6
30.3
4.3
247.00

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
37.9
30.5
7.4
240.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
22.2
16.5
5.7
32.25

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
21.6
19.0
2.6
6.38

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
58.0
43.4
14.6
7.00

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1 (4,5)
71.1
56.0
15.1
1.63

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

1 (4,5)
17.2

247.50

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
20.9

240.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-2-25

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 11:45 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1907)
SG42301864 with Agilent Technologies Cat 6 Channel (1871)

Profile: Default Cat 6

60 m

Cable NVP: 72 %
Cable length: 60 m
Propagation delay: 289 ns
Delay skew: 12 ns

i Resistance²: 6 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

1 (4,5)
17.4
35.9
18.5
250.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

1-2
37.6
33.6
4.0
235.50

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
44.7
38.6
6.1
120.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
22.2
16.5
5.7
32.25

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
21.6
19.0
2.6
6.38

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1-3
32.8
20.3
12.5
141.00

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1-3
32.9
20.3
12.6
140.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

1-2
20.5

239.50

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
22.7

240.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS

Page 102 of 212 Printed 2/22/2016 1:54 PM Signature:

SW ver. 3.0/3.0  for information about test equipment used.www.wirescope.comVisit 



Site: Gradjenje d.o.o.
Cable Label: I-3-1

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 11:46 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1908)
SG42301864 with Agilent Technologies Cat 6 Channel (1872)

Profile: Default Cat 6

60 m

Cable NVP: 72 %
Cable length: 60 m
Propagation delay: 289 ns
Delay skew: 12 ns

i Resistance²: 6 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

1 (4,5)
17.6
35.9
18.3
250.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

1 (4,5)
34.6
30.3
4.3
247.00

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
38.0
30.5
7.5
240.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
22.2
16.5
5.7
32.25

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
21.4
19.0
2.4
6.38

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
57.7
43.2
14.5
7.13

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1 (4,5)
68.6
53.7
14.9
2.13

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

1 (4,5)
17.0

247.50

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
20.7

240.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-3-1

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 11:46 AM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1908)
SG42301864 with Agilent Technologies Cat 6 Channel (1872)

Profile: Default Cat 6

60 m

Cable NVP: 72 %
Cable length: 60 m
Propagation delay: 289 ns
Delay skew: 12 ns

i Resistance²: 6 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

1 (4,5)
17.6
35.9
18.3
250.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

1-2
37.6
33.6
4.0
235.50

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
44.9
38.6
6.3
120.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
22.2
16.5
5.7
32.25

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
21.4
19.0
2.4
6.38

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1-3
32.9
20.3
12.6
141.00

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1-3
32.9
20.3
12.6
140.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

1-2
20.4

234.50

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
22.5

240.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-3-2

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 12:01 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1910)
SG42301864 with Agilent Technologies Cat 6 Channel (1874)

Profile: Default Cat 6

59 m

Cable NVP: 72 %
Cable length: 59 m
Propagation delay: 289 ns
Delay skew: 14 ns

i Resistance²: 6 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

3 (3,6)
18.0
35.9
17.9
249.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

2 (1,2)
36.9
30.3
6.6
247.00

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1 (4,5)
39.4
31.3
8.1
216.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
17.6
12.1
5.5
98.50

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

4 (7,8)
22.0
19.0
3.0
6.25

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
61.7
46.5
15.2
4.88

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

3 (3,6)
32.5
17.2
15.3
142.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
19.2

247.00

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
21.5

234.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-3-2

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 12:01 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1910)
SG42301864 with Agilent Technologies Cat 6 Channel (1874)

Profile: Default Cat 6

59 m

Cable NVP: 72 %
Cable length: 59 m
Propagation delay: 289 ns
Delay skew: 14 ns

i Resistance²: 6 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

3 (3,6)
18.0
35.9
17.9
249.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
38.1
33.2
4.9
247.00

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
44.8
38.4
6.4
122.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
17.6
12.1
5.5
98.50

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

4 (7,8)
22.0
19.0
3.0
6.25

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1-3
33.3
20.1
13.2
144.00

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1-3
33.2
20.1
13.1
144.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
20.3

249.50

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
23.4

234.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS

Page 106 of 212 Printed 2/22/2016 1:54 PM Signature:

SW ver. 3.0/3.0  for information about test equipment used.www.wirescope.comVisit 



Site: Gradjenje d.o.o.
Cable Label: I-3-3

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 12:05 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1913)
SG42301864 with Agilent Technologies Cat 6 Channel (1877)

Profile: Default Cat 6

59 m

Cable NVP: 72 %
Cable length: 59 m
Propagation delay: 289 ns
Delay skew: 14 ns

i Resistance²: 6 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

1 (4,5)
18.1
35.9
17.8
250.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3 (3,6)
36.5
30.3
6.2
247.00

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
36.8
30.4
6.4
241.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
21.5
16.1
5.4
38.50

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
21.6
19.0
2.6
6.38

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
32.0
15.4
16.6
176.00

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1 (4,5)
32.2
15.4
16.8
175.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3 (3,6)
18.5

247.00

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
19.0

241.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-3-3

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 12:05 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1913)
SG42301864 with Agilent Technologies Cat 6 Channel (1877)

Profile: Default Cat 6

59 m

Cable NVP: 72 %
Cable length: 59 m
Propagation delay: 289 ns
Delay skew: 14 ns

i Resistance²: 6 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

1 (4,5)
18.1
35.9
17.8
250.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
37.2
33.2
4.0
247.00

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
38.2
33.4
4.8
241.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
21.5
16.1
5.4
38.50

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
21.6
19.0
2.6
6.38

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1-4
32.7
18.3
14.4
177.50

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1-4
32.6
18.2
14.4
179.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
19.2

247.00

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
20.3

241.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-3-4

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 12:16 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1917)
SG42301864 with Agilent Technologies Cat 6 Channel (1881)

Profile: Default Cat 6

59 m

Cable NVP: 72 %
Cable length: 59 m
Propagation delay: 289 ns
Delay skew: 14 ns

i Resistance²: 5 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

3 (3,6)
18.1
35.8
17.7
248.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

2 (1,2)
36.5
30.3
6.2
245.50

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1 (4,5)
38.5
30.8
7.7
230.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
21.3
16.4
4.9
32.50

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
22.4
19.0
3.4
6.38

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
38.9
22.3
16.6
79.25

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1 (4,5)
36.6
19.7
16.9
107.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
18.8

245.50

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1 (4,5)
21.0

230.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-3-4

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 12:16 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1917)
SG42301864 with Agilent Technologies Cat 6 Channel (1881)

Profile: Default Cat 6

59 m

Cable NVP: 72 %
Cable length: 59 m
Propagation delay: 289 ns
Delay skew: 14 ns

i Resistance²: 5 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

3 (3,6)
18.1
35.8
17.7
248.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
38.0
33.3
4.7
245.50

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
50.4
43.3
7.1
63.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
21.3
16.4
4.9
32.50

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
22.4
19.0
3.4
6.38

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1-3
34.8
20.4
14.4
139.00

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1-3
34.7
20.4
14.3
139.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
20.1

245.50

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1-4
24.4

241.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-3-5

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 12:20 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1918)
SG42301864 with Agilent Technologies Cat 6 Channel (1882)

Profile: Default Cat 6

59 m

Cable NVP: 72 %
Cable length: 59 m
Propagation delay: 289 ns
Delay skew: 14 ns

i Resistance²: 5 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
17.5
35.5
18.0
244.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3 (3,6)
36.2
30.5
5.7
240.00

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
60.2
53.1
7.1
11.38

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
15.7
9.9
5.8
163.50

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
21.1
19.0
2.1
6.50

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
32.4
17.2
15.2
142.50

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

3 (3,6)
31.8
17.2
14.6
143.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3 (3,6)
18.7

240.00

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
20.2

240.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-3-5

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 12:20 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1918)
SG42301864 with Agilent Technologies Cat 6 Channel (1882)

Profile: Default Cat 6

59 m

Cable NVP: 72 %
Cable length: 59 m
Propagation delay: 289 ns
Delay skew: 14 ns

i Resistance²: 5 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
17.5
35.5
18.0
244.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
36.8
33.4
3.4
240.00

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
41.5
35.6
5.9
180.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
15.7
9.9
5.8
163.50

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
21.1
19.0
2.1
6.50

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1-3
32.9
20.2
12.7
143.00

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1-3
32.7
20.2
12.5
143.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
19.3

240.00

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
22.0

240.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: FOND PIO Bijeljina 
Cable Label: I-3-6

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 12:21 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1919)
SG42301864 with Agilent Technologies Cat 6 Channel (1883)

Profile: Default Cat 6

60 m

Cable NVP: 72 %
Cable length: 60 m
Propagation delay: 289 ns
Delay skew: 12 ns

i Resistance²: 5 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

1 (4,5)
18.3
35.9
17.6
250.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3 (3,6)
38.0
30.6
7.4
236.50

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

4 (7,8)
36.5
30.2
6.3
248.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
21.4
16.2
5.2
36.50

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

4 (7,8)
21.2
19.0
2.2
6.38

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
32.5
17.3
15.2
141.50

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

3 (3,6)
33.1
17.3
15.8
141.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3 (3,6)
19.9

244.50

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1 (4,5)
18.3

248.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-3-6

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 12:21 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1919)
SG42301864 with Agilent Technologies Cat 6 Channel (1883)

Profile: Default Cat 6

60 m

Cable NVP: 72 %
Cable length: 60 m
Propagation delay: 289 ns
Delay skew: 12 ns

i Resistance²: 5 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

1 (4,5)
18.3
35.9
17.6
250.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
38.7
33.3
5.4
244.50

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1-4
37.6
33.2
4.4
248.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
21.4
16.2
5.2
36.50

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

4 (7,8)
21.2
19.0
2.2
6.38

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1-3
33.8
20.3
13.5
141.00

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1-3
33.7
20.3
13.4
140.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
20.6

244.50

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1-4
19.4

248.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-3-7

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 12:24 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1920)
SG42301864 with Agilent Technologies Cat 6 Channel (1884)

Profile: Default Cat 6

45 m

Cable NVP: 72 %
Cable length: 45 m
Propagation delay: 220 ns
Delay skew: 10 ns

i Resistance²: 3 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

1 (4,5)
14.2
35.9
21.7
250.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3 (3,6)
37.0
30.3
6.7
245.50

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
35.7
30.5
5.2
238.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
22.5
16.5
6.0
32.25

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
21.5
19.0
2.5
8.63

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
32.4
15.5
16.9
173.50

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1 (4,5)
36.2
19.1
17.1
114.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3 (3,6)
23.0

245.50

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
21.7

238.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-3-7

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 12:24 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1920)
SG42301864 with Agilent Technologies Cat 6 Channel (1884)

Profile: Default Cat 6

45 m

Cable NVP: 72 %
Cable length: 45 m
Propagation delay: 220 ns
Delay skew: 10 ns

i Resistance²: 3 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

1 (4,5)
14.2
35.9
21.7
250.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
37.6
33.3
4.3
245.50

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1-3
38.6
33.5
5.1
237.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
22.5
16.5
6.0
32.25

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
21.5
19.0
2.5
8.63

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1-3
33.6
18.5
15.1
173.50

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1-3
33.6
18.5
15.1
173.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
23.6

245.50

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1-3
24.7

237.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-3-8

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 12:27 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1922)
SG42301864 with Agilent Technologies Cat 6 Channel (1886)

Profile: Default Cat 6

45 m

Cable NVP: 72 %
Cable length: 45 m
Propagation delay: 221 ns
Delay skew: 11 ns

i Resistance²: 3 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

4 (7,8)
14.2
34.2
20.0
230.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

2 (1,2)
37.3
30.4
6.9
242.50

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1 (4,5)
37.4
30.9
6.5
227.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
15.3
9.8
5.5
165.50

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
22.9
18.8
4.1
11.00

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
28.1
13.9
14.2
208.50

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1 (4,5)
28.9
13.9
15.0
208.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
23.3

242.50

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
23.1

242.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-3-8

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 12:27 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1922)
SG42301864 with Agilent Technologies Cat 6 Channel (1886)

Profile: Default Cat 6

45 m

Cable NVP: 72 %
Cable length: 45 m
Propagation delay: 221 ns
Delay skew: 11 ns

i Resistance²: 3 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

4 (7,8)
14.2
34.2
20.0
230.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
38.3
33.3
5.0
242.50

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
37.9
33.3
4.6
242.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
15.3
9.8
5.5
165.50

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
22.9
18.8
4.1
11.00

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1-3
30.2
16.9
13.3
208.50

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1-3
30.1
16.9
13.2
208.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
24.0

242.50

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
23.6

242.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-3-9

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 12:29 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1923)
SG42301864 with Agilent Technologies Cat 6 Channel (1887)

Profile: Default Cat 6

45 m

Cable NVP: 72 %
Cable length: 45 m
Propagation delay: 220 ns
Delay skew: 10 ns

i Resistance²: 3 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

1 (4,5)
14.3
35.9
21.6
250.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

2 (1,2)
36.4
30.5
5.9
240.50

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
61.3
54.0
7.3
10.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
14.4
8.6
5.8
219.00

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
22.4
18.8
3.6
10.88

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
30.5
13.9
16.6
209.00

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

3 (3,6)
30.7
13.9
16.8
209.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
21.9

248.00

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
23.8

240.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS

Page 119 of 212 Printed 2/22/2016 1:54 PM Signature:

SW ver. 3.0/3.0  for information about test equipment used.www.wirescope.comVisit 



Site: Gradjenje d.o.o.
Cable Label: I-3-9

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 12:29 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1923)
SG42301864 with Agilent Technologies Cat 6 Channel (1887)

Profile: Default Cat 6

45 m

Cable NVP: 72 %
Cable length: 45 m
Propagation delay: 220 ns
Delay skew: 10 ns

i Resistance²: 3 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

1 (4,5)
14.3
35.9
21.6
250.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
39.9
35.6
4.3
180.50

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
39.5
33.4
6.1
241.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
14.4
8.6
5.8
219.00

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
22.4
18.8
3.6
10.88

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1-3
31.5
16.9
14.6
209.00

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1-3
31.5
16.9
14.6
209.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
23.7

248.00

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
25.4

241.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-3-10

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 12:30 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1924)
SG42301864 with Agilent Technologies Cat 6 Channel (1888)

Profile: Default Cat 6

46 m

Cable NVP: 72 %
Cable length: 46 m
Propagation delay: 222 ns
Delay skew: 11 ns

i Resistance²: 3 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
14.7
34.6
19.9
234.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

2 (1,2)
37.0
30.4
6.6
243.50

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
60.2
54.0
6.2
10.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

4 (7,8)
24.5
19.0
5.5
8.13

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
23.7
19.0
4.7
10.13

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
28.7
13.8
14.9
211.00

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1 (4,5)
30.5
15.5
15.0
173.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
22.5

241.00

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1 (4,5)
22.5

235.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-3-10

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 12:30 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1924)
SG42301864 with Agilent Technologies Cat 6 Channel (1888)

Profile: Default Cat 6

46 m

Cable NVP: 72 %
Cable length: 46 m
Propagation delay: 222 ns
Delay skew: 11 ns

i Resistance²: 3 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
14.7
34.6
19.9
234.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
38.5
33.3
5.2
244.00

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
61.3
56.6
4.7
10.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

4 (7,8)
24.5
19.0
5.5
8.13

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
23.7
19.0
4.7
10.13

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1-3
31.6
18.5
13.1
173.50

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1-3
31.5
18.5
13.0
173.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
23.9

244.00

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1-2
25.3

228.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-3-11

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 12:40 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1929)
SG42301864 with Agilent Technologies Cat 6 Channel (1893)

Profile: Default Cat 6

45 m

Cable NVP: 72 %
Cable length: 45 m
Propagation delay: 221 ns
Delay skew: 11 ns

i Resistance²: 4 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

4 (7,8)
14.2
35.0
20.8
239.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

2 (1,2)
36.3
30.2
6.1
248.00

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
61.6
54.0
7.6
10.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
16.9
11.6
5.3
110.50

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
24.3
18.9
5.4
10.63

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
31.1
15.4
15.7
175.50

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

3 (3,6)
31.5
15.4
16.1
175.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
22.1

248.00

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
25.0

237.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-3-11

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 12:40 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1929)
SG42301864 with Agilent Technologies Cat 6 Channel (1893)

Profile: Default Cat 6

45 m

Cable NVP: 72 %
Cable length: 45 m
Propagation delay: 221 ns
Delay skew: 11 ns

i Resistance²: 4 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

4 (7,8)
14.2
35.0
20.8
239.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
37.7
33.3
4.4
245.50

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
44.4
38.0
6.4
130.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
16.9
11.6
5.3
110.50

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
24.3
18.9
5.4
10.63

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1-3
31.9
18.4
13.5
175.50

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1-3
31.8
18.4
13.4
175.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
23.3

247.50

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
26.0

238.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-3-12

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 12:33 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1926)
SG42301864 with Agilent Technologies Cat 6 Channel (1890)

Profile: Default Cat 6

46 m

Cable NVP: 72 %
Cable length: 46 m
Propagation delay: 222 ns
Delay skew: 11 ns

i Resistance²: 3 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

1 (4,5)
14.6
35.9
21.3
250.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

2 (1,2)
36.5
30.5
6.0
239.50

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
60.0
52.5
7.5
12.25

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
15.3
9.9
5.4
162.50

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
22.7
19.0
3.7
8.13

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
34.9
19.1
15.8
114.00

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1 (4,5)
34.8
19.2
15.6
113.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
22.2

244.50

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
24.3

237.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-3-12

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 12:33 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1926)
SG42301864 with Agilent Technologies Cat 6 Channel (1890)

Profile: Default Cat 6

46 m

Cable NVP: 72 %
Cable length: 46 m
Propagation delay: 222 ns
Delay skew: 11 ns

i Resistance²: 3 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

1 (4,5)
14.6
35.9
21.3
250.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
37.9
33.3
4.6
244.50

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
60.4
53.8
6.6
14.88

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
15.3
9.9
5.4
162.50

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
22.7
19.0
3.7
8.13

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1-3
32.1
18.4
13.7
175.50

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1-3
31.8
18.3
13.5
177.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
23.4

249.00

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
25.9

244.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-3-13

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 12:42 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1930)
SG42301864 with Agilent Technologies Cat 6 Channel (1894)

Profile: Default Cat 6

53 m

Cable NVP: 72 %
Cable length: 53 m
Propagation delay: 259 ns
Delay skew: 13 ns

i Resistance²: 4 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

1 (4,5)
16.9
35.9
19.0
250.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

2 (1,2)
37.4
30.5
6.9
239.50

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1 (4,5)
33.8
30.4
3.4
241.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
21.6
16.5
5.1
32.25

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
23.1
19.0
4.1
7.13

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
31.8
15.5
16.3
174.00

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

3 (3,6)
33.8
17.3
16.5
141.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
20.6

250.00

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1 (4,5)
17.2

241.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-3-13

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 12:42 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1930)
SG42301864 with Agilent Technologies Cat 6 Channel (1894)

Profile: Default Cat 6

53 m

Cable NVP: 72 %
Cable length: 53 m
Propagation delay: 259 ns
Delay skew: 13 ns

i Resistance²: 4 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

1 (4,5)
16.9
35.9
19.0
250.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
38.8
33.4
5.4
242.00

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1-2
36.6
34.0
2.6
222.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
21.6
16.5
5.1
32.25

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
23.1
19.0
4.1
7.13

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

4-1
70.6
56.7
13.9
2.13

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1-4
66.6
52.7
13.9
3.38

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
21.9

248.00

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1-4
20.0

245.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-3-14

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 12:43 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1931)
SG42301864 with Agilent Technologies Cat 6 Channel (1895)

Profile: Default Cat 6

53 m

Cable NVP: 72 %
Cable length: 53 m
Propagation delay: 255 ns
Delay skew: 9 ns

i Resistance²: 5 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

1 (4,5)
16.7
35.9
19.2
250.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

2 (1,2)
36.5
30.2
6.3
249.00

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
38.1
32.8
5.3
176.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
21.5
16.2
5.3
36.50

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
22.6
19.0
3.6
7.13

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
60.2
42.8
17.4
7.50

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1 (4,5)
37.2
19.7
17.5
106.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
20.1

249.00

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
20.9

232.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-3-14

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 12:43 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1931)
SG42301864 with Agilent Technologies Cat 6 Channel (1895)

Profile: Default Cat 6

53 m

Cable NVP: 72 %
Cable length: 53 m
Propagation delay: 255 ns
Delay skew: 9 ns

i Resistance²: 5 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

1 (4,5)
16.7
35.9
19.2
250.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
37.2
33.1
4.1
249.00

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-4
40.3
35.7
4.6
177.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
21.5
16.2
5.3
36.50

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
22.6
19.0
3.6
7.13

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1-3
61.6
45.2
16.4
8.00

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1-3
61.5
45.2
16.3
8.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
20.7

248.00

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-4
23.4

232.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-3-15

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 12:44 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1932)
SG42301864 with Agilent Technologies Cat 6 Channel (1896)

Profile: Default Cat 6

51 m

Cable NVP: 72 %
Cable length: 51 m
Propagation delay: 245 ns
Delay skew: 11 ns

i Resistance²: 4 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
16.2
34.9
18.7
237.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3 (3,6)
36.6
30.3
6.3
247.00

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1 (4,5)
36.4
30.4
6.0
243.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
13.4
8.6
4.8
221.00

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
21.4
19.0
2.4
7.63

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
30.7
15.5
15.2
174.00

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

4 (7,8)
28.5
13.1
15.4
228.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3 (3,6)
20.7

247.00

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1 (4,5)
20.5

243.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-3-15

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 12:44 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1932)
SG42301864 with Agilent Technologies Cat 6 Channel (1896)

Profile: Default Cat 6

51 m

Cable NVP: 72 %
Cable length: 51 m
Propagation delay: 245 ns
Delay skew: 11 ns

i Resistance²: 4 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
16.2
34.9
18.7
237.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
37.5
33.2
4.3
247.00

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1-2
46.5
42.4
4.1
71.25

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
13.4
8.6
4.8
221.00

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
21.4
19.0
2.4
7.63

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1-3
32.2
18.4
13.8
175.50

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1-3
32.1
18.3
13.8
177.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
21.5

247.00

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1-2
23.3

250.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-3-16

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 12:45 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1933)
SG42301864 with Agilent Technologies Cat 6 Channel (1897)

Profile: Default Cat 6

51 m

Cable NVP: 72 %
Cable length: 51 m
Propagation delay: 247 ns
Delay skew: 11 ns

i Resistance²: 4 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
16.6
35.2
18.6
241.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

2 (1,2)
36.4
30.3
6.1
247.00

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
45.5
40.6
4.9
62.25

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
14.1
8.5
5.6
225.00

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
22.0
19.0
3.0
7.50

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
29.5
15.4
14.1
175.50

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1 (4,5)
30.4
15.5
14.9
173.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3 (3,6)
19.9

247.50

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
20.1

232.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-3-16

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 12:45 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1933)
SG42301864 with Agilent Technologies Cat 6 Channel (1897)

Profile: Default Cat 6

51 m

Cable NVP: 72 %
Cable length: 51 m
Propagation delay: 247 ns
Delay skew: 11 ns

i Resistance²: 4 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
16.6
35.2
18.6
241.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
37.0
33.2
3.8
247.00

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
47.4
43.4
4.0
62.25

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
14.1
8.5
5.6
225.00

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
22.0
19.0
3.0
7.50

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1-3
32.0
18.4
13.6
175.50

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1-3
32.0
18.5
13.5
173.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
20.5

247.50

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1-4
23.1

238.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-3-17

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 12:48 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1934)
SG42301864 with Agilent Technologies Cat 6 Channel (1898)

Profile: Default Cat 6

50 m

Cable NVP: 72 %
Cable length: 50 m
Propagation delay: 242 ns
Delay skew: 11 ns

i Resistance²: 4 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

1 (4,5)
16.0
35.9
19.9
250.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3 (3,6)
36.9
30.3
6.6
244.00

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
37.8
30.5
7.3
239.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
21.4
15.6
5.8
43.25

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
22.7
18.4
4.3
13.50

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
30.5
15.6
14.9
172.00

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1 (4,5)
35.4
19.6
15.8
108.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3 (3,6)
21.1

244.00

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
22.0

242.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-3-17

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 12:48 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1934)
SG42301864 with Agilent Technologies Cat 6 Channel (1898)

Profile: Default Cat 6

50 m

Cable NVP: 72 %
Cable length: 50 m
Propagation delay: 242 ns
Delay skew: 11 ns

i Resistance²: 4 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

1 (4,5)
16.0
35.9
19.9
250.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
37.8
33.3
4.5
245.50

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
39.1
33.4
5.7
241.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
21.4
15.6
5.8
43.25

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
22.7
18.4
4.3
13.50

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1-3
32.3
18.5
13.8
172.00

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1-3
32.2
18.5
13.7
172.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
21.9

245.50

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
23.3

241.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-3-18

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 12:49 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1935)
SG42301864 with Agilent Technologies Cat 6 Channel (1899)

Profile: Default Cat 6

50 m

Cable NVP: 72 %
Cable length: 50 m
Propagation delay: 245 ns
Delay skew: 12 ns

i Resistance²: 4 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
16.4
34.1
17.7
228.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

2 (1,2)
36.2
30.2
6.0
248.00

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
58.3
50.9
7.4
15.38

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
21.9
16.7
5.2
29.38

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
22.5
19.0
3.5
7.63

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
31.7
15.5
16.2
172.50

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

3 (3,6)
33.4
17.2
16.2
143.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
20.0

248.00

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
22.7

239.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-3-18

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 12:49 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1935)
SG42301864 with Agilent Technologies Cat 6 Channel (1899)

Profile: Default Cat 6

50 m

Cable NVP: 72 %
Cable length: 50 m
Propagation delay: 245 ns
Delay skew: 12 ns

i Resistance²: 4 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
16.4
34.1
17.7
228.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
37.2
33.2
4.0
248.00

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
60.4
53.4
7.0
15.63

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
21.9
16.7
5.2
29.38

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
22.5
19.0
3.5
7.63

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1-3
34.2
20.2
14.0
143.00

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1-3
34.0
20.2
13.8
143.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
21.0

248.00

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1-4
24.7

241.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-3-19

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 12:50 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1936)
SG42301864 with Agilent Technologies Cat 6 Channel (1900)

Profile: Default Cat 6

42 m

Cable NVP: 72 %
Cable length: 42 m
Propagation delay: 204 ns
Delay skew: 10 ns

i Resistance²: 3 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
13.8
34.1
20.3
228.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3 (3,6)
36.7
30.3
6.4
245.50

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
61.0
53.6
7.4
10.63

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
20.7
15.6
5.1
43.50

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
22.8
19.0
3.8
9.00

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
28.8
13.9
14.9
209.00

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

3 (3,6)
29.4
13.9
15.5
209.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3 (3,6)
22.9

245.50

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
24.4

245.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-3-19

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 12:50 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1936)
SG42301864 with Agilent Technologies Cat 6 Channel (1900)

Profile: Default Cat 6

42 m

Cable NVP: 72 %
Cable length: 42 m
Propagation delay: 204 ns
Delay skew: 10 ns

i Resistance²: 3 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
13.8
34.1
20.3
228.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
37.2
33.3
3.9
245.50

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
39.2
33.3
5.9
245.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
20.7
15.6
5.1
43.50

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
22.8
19.0
3.8
9.00

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1-3
29.9
16.9
13.0
209.00

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1-3
29.8
16.9
12.9
209.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
23.4

245.50

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
25.4

245.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS

Page 140 of 212 Printed 2/22/2016 1:54 PM Signature:

SW ver. 3.0/3.0  for information about test equipment used.www.wirescope.comVisit 



Site: Gradjenje d.o.o.
Cable Label: I-3-20

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 12:51 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1937)
SG42301864 with Agilent Technologies Cat 6 Channel (1901)

Profile: Default Cat 6

41 m

Cable NVP: 72 %
Cable length: 41 m
Propagation delay: 201 ns
Delay skew: 10 ns

i Resistance²: 2 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
13.6
35.7
22.1
247.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3 (3,6)
47.1
41.5
5.6
55.00

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
59.7
53.5
6.2
10.75

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
21.7
16.2
5.5
35.75

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
21.0
19.0
2.0
9.38

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
27.8
12.4
15.4
247.50

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

3 (3,6)
29.0
12.4
16.6
247.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3 (3,6)
25.0

238.00

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
24.2

232.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS

Page 141 of 212 Printed 2/22/2016 1:54 PM Signature:

SW ver. 3.0/3.0  for information about test equipment used.www.wirescope.comVisit 



Site: Gradjenje d.o.o.
Cable Label: I-3-20

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 12:51 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1937)
SG42301864 with Agilent Technologies Cat 6 Channel (1901)

Profile: Default Cat 6

41 m

Cable NVP: 72 %
Cable length: 41 m
Propagation delay: 201 ns
Delay skew: 10 ns

i Resistance²: 2 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
13.6
35.7
22.1
247.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
47.4
44.3
3.1
55.00

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
49.8
44.3
5.5
55.25

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
21.7
16.2
5.5
35.75

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
21.0
19.0
2.0
9.38

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1-3
29.2
15.4
13.8
247.50

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1-3
29.1
15.4
13.7
247.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
26.6

238.00

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1-2
26.4

229.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-4-11

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 12:55 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1938)
SG42301864 with Agilent Technologies Cat 6 Channel (1902)

Profile: Default Cat 6

42 m

Cable NVP: 72 %
Cable length: 42 m
Propagation delay: 207 ns
Delay skew: 10 ns

i Resistance²: 2 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

4 (7,8)
13.8
35.0
21.2
238.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3 (3,6)
35.2
30.2
5.0
249.00

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1 (4,5)
35.4
30.5
4.9
240.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
14.3
8.6
5.7
221.00

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
21.8
16.9
4.9
26.25

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
59.7
43.4
16.3
7.00

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1 (4,5)
29.1
12.7
16.4
240.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3 (3,6)
21.3

249.00

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1 (4,5)
21.5

248.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-4-11

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 12:55 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1938)
SG42301864 with Agilent Technologies Cat 6 Channel (1902)

Profile: Default Cat 6

42 m

Cable NVP: 72 %
Cable length: 42 m
Propagation delay: 207 ns
Delay skew: 10 ns

i Resistance²: 2 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

4 (7,8)
13.8
35.0
21.2
238.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
35.7
33.1
2.6
249.00

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1-4
36.3
33.2
3.1
248.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
14.3
8.6
5.7
221.00

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
21.8
16.9
4.9
26.25

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1-4
60.4
46.4
14.0
7.00

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1-4
60.3
46.4
13.9
7.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
21.8

249.00

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1-4
22.4

248.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-4-12

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 12:56 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1939)
SG42301864 with Agilent Technologies Cat 6 Channel (1903)

Profile: Default Cat 6

42 m

Cable NVP: 72 %
Cable length: 42 m
Propagation delay: 205 ns
Delay skew: 9 ns

i Resistance²: 2 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

3 (3,6)
14.0
35.9
21.9
249.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

2 (1,2)
36.4
30.2
6.2
248.00

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
37.1
30.4
6.7
243.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
18.5
12.2
6.3
95.25

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

4 (7,8)
23.4
19.0
4.4
8.75

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
35.8
19.1
16.7
115.00

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1 (4,5)
36.1
19.1
17.0
115.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3 (3,6)
22.5

248.00

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
23.1

245.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-4-12

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 12:56 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1939)
SG42301864 with Agilent Technologies Cat 6 Channel (1903)

Profile: Default Cat 6

42 m

Cable NVP: 72 %
Cable length: 42 m
Propagation delay: 205 ns
Delay skew: 9 ns

i Resistance²: 2 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

3 (3,6)
14.0
35.9
21.9
249.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
36.8
33.2
3.6
248.00

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
38.1
33.2
4.9
248.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
18.5
12.2
6.3
95.25

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

4 (7,8)
23.4
19.0
4.4
8.75

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1-4
63.8
48.9
14.9
5.25

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1-4
63.7
48.9
14.8
5.25

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
22.9

248.00

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
24.2

248.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-4-13

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 12:58 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1940)
SG42301864 with Agilent Technologies Cat 6 Channel (1904)

Profile: Default Cat 6

45 m

Cable NVP: 72 %
Cable length: 45 m
Propagation delay: 218 ns
Delay skew: 10 ns

i Resistance²: 3 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

1 (4,5)
14.8
35.9
21.1
249.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3 (3,6)
47.7
41.5
6.2
55.50

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
59.3
52.5
6.8
12.38

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
20.5
15.9
4.6
41.00

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
22.1
19.0
3.1
8.38

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
29.9
13.9
16.0
208.50

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1 (4,5)
35.6
19.1
16.5
114.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3 (3,6)
24.0

235.50

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1 (4,5)
24.8

235.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-4-13

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 12:58 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1940)
SG42301864 with Agilent Technologies Cat 6 Channel (1904)

Profile: Default Cat 6

45 m

Cable NVP: 72 %
Cable length: 45 m
Propagation delay: 218 ns
Delay skew: 10 ns

i Resistance²: 3 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

1 (4,5)
14.8
35.9
21.1
249.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
48.1
44.2
3.9
55.50

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
43.2
38.5
4.7
121.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
20.5
15.9
4.6
41.00

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
22.1
19.0
3.1
8.38

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1-3
32.1
16.9
15.2
208.50

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1-3
33.3
18.3
15.0
177.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
25.3

243.00

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
26.5

243.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-4-14

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 1:03 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1942)
SG42301864 with Agilent Technologies Cat 6 Channel (1906)

Profile: Default Cat 6

45 m

Cable NVP: 72 %
Cable length: 45 m
Propagation delay: 217 ns
Delay skew: 9 ns

i Resistance²: 3 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

1 (4,5)
14.3
35.9
21.6
249.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3 (3,6)
38.6
32.5
6.1
182.50

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
60.4
54.0
6.4
10.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
21.2
15.7
5.5
42.75

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
20.8
17.7
3.1
18.50

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
29.6
13.9
15.7
209.00

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1 (4,5)
30.2
13.9
16.3
209.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3 (3,6)
23.2

238.50

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
24.1

239.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-4-14

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 1:03 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1942)
SG42301864 with Agilent Technologies Cat 6 Channel (1906)

Profile: Default Cat 6

45 m

Cable NVP: 72 %
Cable length: 45 m
Propagation delay: 217 ns
Delay skew: 9 ns

i Resistance²: 3 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

1 (4,5)
14.3
35.9
21.6
249.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
39.2
35.5
3.7
182.50

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
60.4
54.9
5.5
12.75

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
21.2
15.7
5.5
42.75

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
20.8
17.7
3.1
18.50

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1-3
30.9
16.9
14.0
209.00

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1-3
30.9
16.9
14.0
209.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
24.1

243.50

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
26.4

244.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-4-15

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 1:05 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1943)
SG42301864 with Agilent Technologies Cat 6 Channel (1907)

Profile: Default Cat 6

45 m

Cable NVP: 72 %
Cable length: 45 m
Propagation delay: 220 ns
Delay skew: 11 ns

i Resistance²: 3 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

1 (4,5)
14.8
35.9
21.1
250.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

1 (4,5)
69.0
62.0
7.0
3.13

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
60.4
52.5
7.9
12.38

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
17.5
12.0
5.5
100.00

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
22.9
19.0
3.9
8.50

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
30.0
14.1
15.9
204.50

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1 (4,5)
30.8
14.1
16.7
204.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
23.1

248.00

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
23.5

248.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-4-15

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 1:05 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1943)
SG42301864 with Agilent Technologies Cat 6 Channel (1907)

Profile: Default Cat 6

45 m

Cable NVP: 72 %
Cable length: 45 m
Propagation delay: 220 ns
Delay skew: 11 ns

i Resistance²: 3 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

1 (4,5)
14.8
35.9
21.1
250.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
38.3
33.2
5.1
248.00

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
39.6
33.2
6.4
248.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
17.5
12.0
5.5
100.00

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
22.9
19.0
3.9
8.50

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1-3
33.2
18.5
14.7
173.50

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1-3
33.0
18.5
14.5
173.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
23.6

248.00

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
24.9

248.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-4-16

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 1:06 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1944)
SG42301864 with Agilent Technologies Cat 6 Channel (1908)

Profile: Default Cat 6

45 m

Cable NVP: 72 %
Cable length: 45 m
Propagation delay: 219 ns
Delay skew: 11 ns

i Resistance²: 3 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

1 (4,5)
14.8
35.9
21.1
250.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3 (3,6)
37.2
30.5
6.7
240.00

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1 (4,5)
37.6
30.2
7.4
250.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
18.1
12.3
5.8
94.00

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
22.9
19.0
3.9
8.50

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
30.5
15.3
15.2
177.50

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

3 (3,6)
31.2
15.3
15.9
177.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3 (3,6)
22.6

249.50

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1 (4,5)
22.8

250.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-4-16

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 1:06 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1944)
SG42301864 with Agilent Technologies Cat 6 Channel (1908)

Profile: Default Cat 6

45 m

Cable NVP: 72 %
Cable length: 45 m
Propagation delay: 219 ns
Delay skew: 11 ns

i Resistance²: 3 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

1 (4,5)
14.8
35.9
21.1
250.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
37.6
33.1
4.5
250.00

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1-4
38.4
33.1
5.3
250.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
18.1
12.3
5.8
94.00

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
22.9
19.0
3.9
8.50

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1-3
31.5
18.3
13.2
177.50

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1-3
31.3
18.3
13.0
177.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
22.9

249.50

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1-4
23.6

250.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-4-17

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 1:11 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1946)
SG42301864 with Agilent Technologies Cat 6 Channel (1910)

Profile: Default Cat 6

48 m

Cable NVP: 72 %
Cable length: 48 m
Propagation delay: 231 ns
Delay skew: 11 ns

i Resistance²: 3 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

1 (4,5)
15.1
35.9
20.8
250.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

2 (1,2)
35.8
30.3
5.5
247.00

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
36.8
30.9
5.9
227.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
18.7
15.7
3.0
43.00

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
21.5
19.0
2.5
8.13

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
34.2
17.3
16.9
141.50

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

3 (3,6)
34.3
17.1
17.2
144.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
20.8

249.00

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
22.0

227.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-4-17

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 1:11 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1946)
SG42301864 with Agilent Technologies Cat 6 Channel (1910)

Profile: Default Cat 6

48 m

Cable NVP: 72 %
Cable length: 48 m
Propagation delay: 231 ns
Delay skew: 11 ns

i Resistance²: 3 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

1 (4,5)
15.1
35.9
20.8
250.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
36.7
33.2
3.5
247.00

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-4
39.3
33.9
5.4
225.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
18.7
15.7
3.0
43.00

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
21.5
19.0
2.5
8.13

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1-3
34.6
20.0
14.6
145.50

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1-3
34.5
20.1
14.4
144.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
21.7

249.00

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
24.7

246.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-4-18

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 1:13 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1947)
SG42301864 with Agilent Technologies Cat 6 Channel (1911)

Profile: Default Cat 6

48 m

Cable NVP: 72 %
Cable length: 48 m
Propagation delay: 231 ns
Delay skew: 11 ns

i Resistance²: 3 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

4 (7,8)
15.2
34.7
19.5
236.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

1 (4,5)
38.6
31.3
7.3
215.00

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
36.6
30.7
5.9
231.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
20.2
16.4
3.8
33.50

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
22.2
19.0
3.2
7.63

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
30.4
15.4
15.0
175.50

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1 (4,5)
35.5
19.8
15.7
106.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3 (3,6)
22.9

248.50

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
21.5

231.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-4-18

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 1:13 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1947)
SG42301864 with Agilent Technologies Cat 6 Channel (1911)

Profile: Default Cat 6

48 m

Cable NVP: 72 %
Cable length: 48 m
Propagation delay: 231 ns
Delay skew: 11 ns

i Resistance²: 3 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

4 (7,8)
15.2
34.7
19.5
236.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
38.8
33.2
5.6
248.00

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1-3
38.7
33.8
4.9
229.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
20.2
16.4
3.8
33.50

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
22.2
19.0
3.2
7.63

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1-3
31.7
18.4
13.3
175.50

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1-3
31.6
18.4
13.2
175.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
23.5

248.00

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1-3
23.7

229.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-4-19

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 1:14 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1948)
SG42301864 with Agilent Technologies Cat 6 Channel (1912)

Profile: Default Cat 6

41 m

Cable NVP: 72 %
Cable length: 41 m
Propagation delay: 202 ns
Delay skew: 10 ns

i Resistance²: 2 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

4 (7,8)
13.5
34.8
21.3
237.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

2 (1,2)
37.2
30.4
6.8
242.50

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
37.4
30.6
6.8
236.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
20.2
15.9
4.3
40.50

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
20.9
17.8
3.1
17.25

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
30.1
13.9
16.2
209.00

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

3 (3,6)
30.6
13.9
16.7
209.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
23.6

242.50

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
23.9

236.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-4-19

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 1:14 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1948)
SG42301864 with Agilent Technologies Cat 6 Channel (1912)

Profile: Default Cat 6

41 m

Cable NVP: 72 %
Cable length: 41 m
Propagation delay: 202 ns
Delay skew: 10 ns

i Resistance²: 2 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

4 (7,8)
13.5
34.8
21.3
237.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
38.3
33.3
5.0
242.50

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
39.0
33.5
5.5
237.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
20.2
15.9
4.3
40.50

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
20.9
17.8
3.1
17.25

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1-3
31.4
16.9
14.5
209.00

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1-3
31.4
16.9
14.5
209.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
24.7

242.50

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
25.4

237.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS

Page 160 of 212 Printed 2/22/2016 1:54 PM Signature:

SW ver. 3.0/3.0  for information about test equipment used.www.wirescope.comVisit 



Site: Gradjenje d.o.o.
Cable Label: I-4-20

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 1:15 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1949)
SG42301864 with Agilent Technologies Cat 6 Channel (1913)

Profile: Default Cat 6

41 m

Cable NVP: 72 %
Cable length: 41 m
Propagation delay: 199 ns
Delay skew: 9 ns

i Resistance²: 2 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

4 (7,8)
13.5
34.3
20.8
230.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3 (3,6)
47.2
41.5
5.7
55.50

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
59.2
53.3
5.9
11.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
22.1
16.4
5.7
33.25

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
22.0
19.0
3.0
9.50

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
28.8
12.5
16.3
245.50

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

3 (3,6)
31.1
13.9
17.2
209.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3 (3,6)
23.9

247.00

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
24.4

239.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-4-20

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 1:15 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1949)
SG42301864 with Agilent Technologies Cat 6 Channel (1913)

Profile: Default Cat 6

41 m

Cable NVP: 72 %
Cable length: 41 m
Propagation delay: 199 ns
Delay skew: 9 ns

i Resistance²: 2 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

4 (7,8)
13.5
34.3
20.8
230.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
48.9
44.2
4.7
55.50

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
48.7
44.2
4.5
55.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
22.1
16.4
5.7
33.25

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
22.0
19.0
3.0
9.50

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1-3
31.3
15.5
15.8
245.50

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1-3
31.2
15.5
15.7
245.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
24.9

247.00

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
26.4

236.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-4-21

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 1:18 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1950)
SG42301864 with Agilent Technologies Cat 6 Channel (1914)

Profile: Default Cat 6

32 m

Cable NVP: 72 %
Cable length: 32 m
Propagation delay: 155 ns
Delay skew: 5 ns

i Resistance²: 1 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
11.0
34.2
23.2
230.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3 (3,6)
46.5
41.3
5.2
57.00

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
36.9
33.0
3.9
172.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
23.0
16.5
6.5
32.25

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
23.8
18.2
5.6
14.63

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
33.5
15.4
18.1
174.50

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1 (4,5)
33.0
15.4
17.6
174.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
25.3

240.50

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
25.8

233.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-4-21

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 1:18 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1950)
SG42301864 with Agilent Technologies Cat 6 Channel (1914)

Profile: Default Cat 6

32 m

Cable NVP: 72 %
Cable length: 32 m
Propagation delay: 155 ns
Delay skew: 5 ns

i Resistance²: 1 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
11.0
34.2
23.2
230.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
47.7
44.1
3.6
57.00

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-4
39.0
35.8
3.2
175.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
23.0
16.5
6.5
32.25

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
23.8
18.2
5.6
14.63

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

4-1
34.0
17.9
16.1
184.50

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

4-1
34.2
18.0
16.2
184.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
26.6

240.00

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
27.5

237.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-4-22

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 1:19 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1951)
SG42301864 with Agilent Technologies Cat 6 Channel (1915)

Profile: Default Cat 6

32 m

Cable NVP: 72 %
Cable length: 32 m
Propagation delay: 155 ns
Delay skew: 6 ns

i Resistance²: 1 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
11.3
34.3
23.0
231.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3 (3,6)
37.2
30.5
6.7
240.50

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
37.0
30.2
6.8
248.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
14.9
10.1
4.8
156.50

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
22.3
16.4
5.9
32.75

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
58.5
40.8
17.7
9.38

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1 (4,5)
32.9
15.6
17.3
172.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3 (3,6)
26.2

241.00

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
25.9

248.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: I-4-22

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/3/2016 1:19 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1951)
SG42301864 with Agilent Technologies Cat 6 Channel (1915)

Profile: Default Cat 6

32 m

Cable NVP: 72 %
Cable length: 32 m
Propagation delay: 155 ns
Delay skew: 6 ns

i Resistance²: 1 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
11.3
34.3
23.0
231.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
38.4
33.3
5.1
244.50

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
38.4
33.4
5.0
241.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
14.9
10.1
4.8
156.50

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
22.3
16.4
5.9
32.75

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1-4
73.1
56.7
16.4
2.13

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1-4
73.0
56.7
16.3
2.13

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
27.2

247.50

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
27.2

248.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: II-1-1

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/1/2016 4:18 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1591)
SG42301864 with Agilent Technologies Cat 6 Channel (1566)

Profile: Default Cat 6

24 m

Cable NVP: 72 %
Cable length: 24 m
Propagation delay: 118 ns
Delay skew: 5 ns

i Resistance²: 3 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
7.2
34.4
27.2
232.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

2 (1,2)
36.3
30.3
6.0
244.50

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
48.5
41.2
7.3
57.75

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
14.0
8.5
5.5
222.00

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
14.0
8.4
5.6
227.00

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
30.4
12.8
17.6
236.50

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1 (4,5)
30.1
12.8
17.3
237.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
29.4

244.50

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1 (4,5)
31.3

245.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: II-1-1

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/1/2016 4:18 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1591)
SG42301864 with Agilent Technologies Cat 6 Channel (1566)

Profile: Default Cat 6

24 m

Cable NVP: 72 %
Cable length: 24 m
Propagation delay: 118 ns
Delay skew: 5 ns

i Resistance²: 3 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
7.2
34.4
27.2
232.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
37.2
33.3
3.9
244.50

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
49.8
43.9
5.9
58.25

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
14.0
8.5
5.5
222.00

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
14.0
8.4
5.6
227.00

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

4-1
30.8
15.5
15.3
244.50

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

4-1
30.7
15.5
15.2
244.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
30.3

244.50

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1-4
33.4

243.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: II-1-2

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/1/2016 4:20 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1592)
SG42301864 with Agilent Technologies Cat 6 Channel (1567)

Profile: Default Cat 6

24 m

Cable NVP: 72 %
Cable length: 24 m
Propagation delay: 117 ns
Delay skew: 5 ns

i Resistance²: 2 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
7.4
34.1
26.7
228.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

2 (1,2)
39.7
32.4
7.3
185.50

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1 (4,5)
38.4
30.4
8.0
243.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
13.8
8.4
5.4
228.00

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
14.2
8.4
5.8
227.50

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
60.3
42.8
17.5
7.50

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1 (4,5)
29.9
12.5
17.4
245.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
31.0

249.00

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1 (4,5)
31.4

244.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS

Page 169 of 212 Printed 2/22/2016 1:54 PM Signature:

SW ver. 3.0/3.0  for information about test equipment used.www.wirescope.comVisit 



Site: Gradjenje d.o.o.
Cable Label: II-1-2

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/1/2016 4:20 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1592)
SG42301864 with Agilent Technologies Cat 6 Channel (1567)

Profile: Default Cat 6

24 m

Cable NVP: 72 %
Cable length: 24 m
Propagation delay: 117 ns
Delay skew: 5 ns

i Resistance²: 2 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
7.4
34.1
26.7
228.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
40.2
35.6
4.6
180.50

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1-4
39.0
33.3
5.7
244.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
13.8
8.4
5.4
228.00

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
14.2
8.4
5.8
227.50

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

4-1
31.3
15.5
15.8
245.50

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

4-1
31.1
15.5
15.6
245.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
32.2

235.50

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1-4
32.0

244.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: II-1-3

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/1/2016 4:21 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1593)
SG42301864 with Agilent Technologies Cat 6 Channel (1568)

Profile: Default Cat 6

31 m

Cable NVP: 72 %
Cable length: 31 m
Propagation delay: 152 ns
Delay skew: 7 ns

i Resistance²: 3 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

3 (3,6)
9.5
34.0
24.5
228.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3 (3,6)
35.5
30.2
5.3
248.50

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1 (4,5)
37.4
30.7
6.7
234.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
20.0
16.0
4.0
40.25

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
19.7
17.0
2.7
25.13

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
32.1
15.5
16.6
173.50

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1 (4,5)
31.7
15.5
16.2
174.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3 (3,6)
26.1

248.50

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1 (4,5)
27.9

234.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: II-1-3

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/1/2016 4:21 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1593)
SG42301864 with Agilent Technologies Cat 6 Channel (1568)

Profile: Default Cat 6

31 m

Cable NVP: 72 %
Cable length: 31 m
Propagation delay: 152 ns
Delay skew: 7 ns

i Resistance²: 3 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

3 (3,6)
9.5
34.0
24.5
228.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
35.9
33.2
2.7
248.50

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
48.4
42.9
5.5
66.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
20.0
16.0
4.0
40.25

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
19.7
17.0
2.7
25.13

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

4-1
33.1
18.4
14.7
175.50

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

4-1
32.9
18.0
14.9
182.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
26.5

248.50

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
30.4

245.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: II-1-4

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/1/2016 4:23 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1594)
SG42301864 with Agilent Technologies Cat 6 Channel (1569)

Profile: Default Cat 6

31 m

Cable NVP: 72 %
Cable length: 31 m
Propagation delay: 153 ns
Delay skew: 8 ns

i Resistance²: 2 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
10.0
34.1
24.1
228.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3 (3,6)
36.3
30.6
5.7
235.00

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
47.6
41.1
6.5
58.75

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
15.5
11.8
3.7
104.50

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
20.1
17.0
3.1
25.13

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
56.9
41.2
15.7
9.00

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1 (4,5)
60.6
44.2
16.4
6.38

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3 (3,6)
26.7

239.00

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
28.0

242.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: II-1-4

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/1/2016 4:23 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1594)
SG42301864 with Agilent Technologies Cat 6 Channel (1569)

Profile: Default Cat 6

31 m

Cable NVP: 72 %
Cable length: 31 m
Propagation delay: 153 ns
Delay skew: 8 ns

i Resistance²: 2 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
10.0
34.1
24.1
228.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
36.7
33.5
3.2
239.00

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
43.4
38.5
4.9
121.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
15.5
11.8
3.7
104.50

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
20.1
17.0
3.1
25.13

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

4-1
33.1
18.2
14.9
180.00

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1-3
59.0
44.2
14.8
9.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
27.2

239.00

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
29.1

242.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: II-1-5

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/1/2016 4:25 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1595)
SG42301864 with Agilent Technologies Cat 6 Channel (1570)

Profile: Default Cat 6

33 m

Cable NVP: 72 %
Cable length: 33 m
Propagation delay: 159 ns
Delay skew: 7 ns

i Resistance²: 5 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
10.4
34.6
24.2
234.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

2 (1,2)
34.9
30.2
4.7
249.00

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
58.9
51.7
7.2
13.75

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
20.7
16.8
3.9
28.13

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
22.0
17.1
4.9
24.00

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

4 (7,8)
32.4
15.2
17.2
180.00

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1 (4,5)
32.2
15.6
16.6
171.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3 (3,6)
24.8

249.00

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
28.1

229.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: II-1-5

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/1/2016 4:25 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1595)
SG42301864 with Agilent Technologies Cat 6 Channel (1570)

Profile: Default Cat 6

33 m

Cable NVP: 72 %
Cable length: 33 m
Propagation delay: 159 ns
Delay skew: 7 ns

i Resistance²: 5 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
10.4
34.6
24.2
234.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
35.4
33.1
2.3
249.50

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
39.3
33.8
5.5
229.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
20.7
16.8
3.9
28.13

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
22.0
17.1
4.9
24.00

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

4-1
32.5
18.2
14.3
180.00

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

4-1
32.8
18.2
14.6
180.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
25.2

249.00

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
29.1

229.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: II-1-6

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/1/2016 4:26 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1596)
SG42301864 with Agilent Technologies Cat 6 Channel (1571)

Profile: Default Cat 6

33 m

Cable NVP: 72 %
Cable length: 33 m
Propagation delay: 158 ns
Delay skew: 6 ns

i Resistance²: 4 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

4 (7,8)
10.3
34.3
24.0
231.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

2 (1,2)
35.4
30.2
5.2
249.00

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
36.3
30.5
5.8
239.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
21.2
16.8
4.4
27.88

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1 (4,5)
22.3
17.1
5.2
23.75

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
58.7
42.2
16.5
8.00

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1 (4,5)
31.8
15.4
16.4
174.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3 (3,6)
25.3

249.00

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
26.2

239.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: II-1-6

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/1/2016 4:26 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1596)
SG42301864 with Agilent Technologies Cat 6 Channel (1571)

Profile: Default Cat 6

33 m

Cable NVP: 72 %
Cable length: 33 m
Propagation delay: 158 ns
Delay skew: 6 ns

i Resistance²: 4 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

4 (7,8)
10.3
34.3
24.0
231.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
35.8
33.1
2.7
249.00

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
37.6
33.5
4.1
239.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
21.2
16.8
4.4
27.88

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1 (4,5)
22.3
17.1
5.2
23.75

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

4-1
33.2
17.8
15.4
187.00

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

4-1
33.0
17.5
15.5
194.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
25.7

249.00

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
27.5

239.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: II-1-7

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/1/2016 4:28 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1597)
SG42301864 with Agilent Technologies Cat 6 Channel (1572)

Profile: Default Cat 6

31 m

Cable NVP: 72 %
Cable length: 31 m
Propagation delay: 150 ns
Delay skew: 5 ns

i Resistance²: 4 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
10.0
34.3
24.3
231.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3 (3,6)
35.0
30.2
4.8
248.00

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
35.6
30.3
5.3
245.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
20.5
16.2
4.3
37.00

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
21.2
16.7
4.5
28.88

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
60.6
42.8
17.8
7.50

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1 (4,5)
69.2
51.1
18.1
2.88

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3 (3,6)
25.1

248.00

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
25.7

245.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: II-1-7

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/1/2016 4:28 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1597)
SG42301864 with Agilent Technologies Cat 6 Channel (1572)

Profile: Default Cat 6

31 m

Cable NVP: 72 %
Cable length: 31 m
Propagation delay: 150 ns
Delay skew: 5 ns

i Resistance²: 4 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
10.0
34.3
24.3
231.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
35.3
33.2
2.1
248.00

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
36.4
33.3
3.1
245.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
20.5
16.2
4.3
37.00

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
21.2
16.7
4.5
28.88

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

4-1
72.9
56.2
16.7
2.25

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1-4
60.5
43.7
16.8
9.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
25.4

248.00

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
26.4

248.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: II-1-8

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/1/2016 4:30 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1598)
SG42301864 with Agilent Technologies Cat 6 Channel (1573)

Profile: Default Cat 6

31 m

Cable NVP: 72 %
Cable length: 31 m
Propagation delay: 150 ns
Delay skew: 6 ns

i Resistance²: 3 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
10.2
34.6
24.4
234.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3 (3,6)
35.9
30.3
5.6
244.50

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
37.3
30.3
7.0
245.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
13.8
8.5
5.3
223.00

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
22.5
17.3
5.2
21.88

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
60.5
42.8
17.7
7.50

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1 (4,5)
33.1
15.5
17.6
174.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3 (3,6)
26.1

244.50

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
27.5

245.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: II-1-8

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/1/2016 4:30 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1598)
SG42301864 with Agilent Technologies Cat 6 Channel (1573)

Profile: Default Cat 6

31 m

Cable NVP: 72 %
Cable length: 31 m
Propagation delay: 150 ns
Delay skew: 6 ns

i Resistance²: 3 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
10.2
34.6
24.4
234.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
36.4
33.3
3.1
245.00

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
38.1
33.3
4.8
245.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
13.8
8.5
5.3
223.00

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
22.5
17.3
5.2
21.88

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

4-1
33.6
18.1
15.5
181.00

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

4-1
33.7
18.0
15.7
184.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
26.6

244.50

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
28.3

245.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: II-1-9

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/1/2016 4:32 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1599)
SG42301864 with Agilent Technologies Cat 6 Channel (1574)

Profile: Default Cat 6

34 m

Cable NVP: 72 %
Cable length: 34 m
Propagation delay: 167 ns
Delay skew: 7 ns

i Resistance²: 3 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

4 (7,8)
10.8
34.3
23.5
230.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

2 (1,2)
35.5
30.3
5.2
244.00

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
39.9
33.2
6.7
167.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
20.8
15.7
5.1
42.75

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
22.3
17.8
4.5
17.50

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
58.6
41.8
16.8
8.38

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1 (4,5)
32.2
15.7
16.5
169.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
24.9

244.00

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
26.6

244.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: II-1-9

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/1/2016 4:32 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1599)
SG42301864 with Agilent Technologies Cat 6 Channel (1574)

Profile: Default Cat 6

34 m

Cable NVP: 72 %
Cable length: 34 m
Propagation delay: 167 ns
Delay skew: 7 ns

i Resistance²: 3 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

4 (7,8)
10.8
34.3
23.5
230.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
35.9
33.3
2.6
244.00

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1-2
39.1
33.9
5.2
224.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
20.8
15.7
5.1
42.75

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
22.3
17.8
4.5
17.50

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

4-1
34.1
18.7
15.4
169.50

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

3-1
30.7
15.3
15.4
250.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
25.3

244.00

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
28.5

244.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: II-1-10

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/1/2016 4:33 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1600)
SG42301864 with Agilent Technologies Cat 6 Channel (1575)

Profile: Default Cat 6

35 m

Cable NVP: 72 %
Cable length: 35 m
Propagation delay: 167 ns
Delay skew: 6 ns

i Resistance²: 3 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
11.0
34.9
23.9
237.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

2 (1,2)
36.3
30.3
6.0
246.50

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
38.1
30.8
7.3
230.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
21.5
16.9
4.6
26.25

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
22.1
17.6
4.5
19.50

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
60.3
42.2
18.1
8.00

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

3 (3,6)
30.1
12.3
17.8
249.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3 (3,6)
25.5

246.50

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
27.1

230.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: II-1-10

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/1/2016 4:33 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1600)
SG42301864 with Agilent Technologies Cat 6 Channel (1575)

Profile: Default Cat 6

35 m

Cable NVP: 72 %
Cable length: 35 m
Propagation delay: 167 ns
Delay skew: 6 ns

i Resistance²: 3 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
11.0
34.9
23.9
237.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
36.6
33.2
3.4
246.50

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
49.5
44.1
5.4
56.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
21.5
16.9
4.6
26.25

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
22.1
17.6
4.5
19.50

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

4-1
71.3
54.5
16.8
2.75

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

4-1
71.3
54.5
16.8
2.75

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
25.8

246.50

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
29.1

246.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: II-1-11

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/1/2016 4:34 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1601)
SG42301864 with Agilent Technologies Cat 6 Channel (1576)

Profile: Default Cat 6

36 m

Cable NVP: 72 %
Cable length: 36 m
Propagation delay: 173 ns
Delay skew: 7 ns

i Resistance²: 4 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
11.4
34.7
23.3
235.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

2 (1,2)
36.7
30.5
6.2
240.50

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
37.9
30.9
7.0
228.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3 (3,6)
23.1
17.7
5.4
18.63

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
21.7
17.3
4.4
22.00

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
59.8
42.8
17.0
7.50

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1 (4,5)
34.0
17.2
16.8
142.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3 (3,6)
25.2

246.50

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
26.5

228.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: II-1-11

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/1/2016 4:34 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1601)
SG42301864 with Agilent Technologies Cat 6 Channel (1576)

Profile: Default Cat 6

36 m

Cable NVP: 72 %
Cable length: 36 m
Propagation delay: 173 ns
Delay skew: 7 ns

i Resistance²: 4 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
11.4
34.7
23.3
235.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
37.0
33.2
3.8
246.50

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
49.4
44.0
5.4
57.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3 (3,6)
23.1
17.7
5.4
18.63

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
21.7
17.3
4.4
22.00

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

4-1
34.6
18.6
16.0
171.50

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

4-1
34.6
18.6
16.0
171.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
25.6

246.50

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
29.2

228.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: II-1-12

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/1/2016 4:35 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1602)
SG42301864 with Agilent Technologies Cat 6 Channel (1577)

Profile: Default Cat 6

36 m

Cable NVP: 72 %
Cable length: 36 m
Propagation delay: 174 ns
Delay skew: 8 ns

i Resistance²: 4 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
11.4
34.6
23.2
234.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

2 (1,2)
36.8
30.3
6.5
245.50

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
59.3
52.4
6.9
12.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
21.1
16.1
5.0
38.00

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
22.4
17.3
5.1
21.88

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
60.0
42.8
17.2
7.50

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1 (4,5)
69.1
52.3
16.8
2.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3 (3,6)
25.5

245.50

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
27.1

242.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: II-1-12

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/1/2016 4:35 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1602)
SG42301864 with Agilent Technologies Cat 6 Channel (1577)

Profile: Default Cat 6

36 m

Cable NVP: 72 %
Cable length: 36 m
Propagation delay: 174 ns
Delay skew: 8 ns

i Resistance²: 4 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
11.4
34.6
23.2
234.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
37.3
33.3
4.0
245.50

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
39.3
33.3
6.0
242.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
21.1
16.1
5.0
38.00

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
22.4
17.3
5.1
21.88

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

4-1
69.9
55.3
14.6
2.50

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

4-1
69.9
55.3
14.6
2.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
26.0

245.50

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
28.0

242.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: II-1-13

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/1/2016 4:37 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1603)
SG42301864 with Agilent Technologies Cat 6 Channel (1578)

Profile: Default Cat 6

34 m

Cable NVP: 72 %
Cable length: 34 m
Propagation delay: 164 ns
Delay skew: 7 ns

i Resistance²: 5 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

4 (7,8)
11.0
34.1
23.1
228.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3 (3,6)
36.2
30.2
6.0
249.00

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
68.2
61.8
6.4
3.38

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
21.8
16.6
5.2
30.50

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
22.1
17.2
4.9
23.38

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
58.6
40.8
17.8
9.38

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1 (4,5)
32.9
15.5
17.4
173.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3 (3,6)
25.2

249.00

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
27.2

249.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: II-1-13

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/1/2016 4:37 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1603)
SG42301864 with Agilent Technologies Cat 6 Channel (1578)

Profile: Default Cat 6

34 m

Cable NVP: 72 %
Cable length: 34 m
Propagation delay: 164 ns
Delay skew: 7 ns

i Resistance²: 5 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

4 (7,8)
11.0
34.1
23.1
228.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
36.7
33.1
3.6
249.00

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
50.2
44.4
5.8
54.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
21.8
16.6
5.2
30.50

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
22.1
17.2
4.9
23.38

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

4-1
34.1
18.4
15.7
175.00

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

4-1
34.1
18.4
15.7
175.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
25.7

249.00

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
28.3

249.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: II-1-14

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/1/2016 4:38 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1604)
SG42301864 with Agilent Technologies Cat 6 Channel (1579)

Profile: Default Cat 6

34 m

Cable NVP: 72 %
Cable length: 34 m
Propagation delay: 163 ns
Delay skew: 5 ns

i Resistance²: 5 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

4 (7,8)
10.9
34.9
24.0
237.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3 (3,6)
36.4
30.2
6.2
248.00

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
69.0
62.0
7.0
3.25

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
21.7
16.9
4.8
26.88

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
22.3
17.2
5.1
23.25

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
58.9
42.8
16.1
7.50

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1 (4,5)
31.5
15.5
16.0
173.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3 (3,6)
25.4

248.00

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
27.2

241.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: II-1-14

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/1/2016 4:38 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1604)
SG42301864 with Agilent Technologies Cat 6 Channel (1579)

Profile: Default Cat 6

34 m

Cable NVP: 72 %
Cable length: 34 m
Propagation delay: 163 ns
Delay skew: 5 ns

i Resistance²: 5 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

4 (7,8)
10.9
34.9
24.0
237.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
37.0
33.2
3.8
248.00

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
39.3
33.4
5.9
241.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
21.7
16.9
4.8
26.88

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
22.3
17.2
5.1
23.25

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

4-1
33.3
18.1
15.2
181.50

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

4-1
33.7
18.5
15.2
173.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
26.0

248.00

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
28.4

241.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: II-1-15

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/1/2016 4:39 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1605)
SG42301864 with Agilent Technologies Cat 6 Channel (1580)

Profile: Default Cat 6

30 m

Cable NVP: 72 %
Cable length: 30 m
Propagation delay: 147 ns
Delay skew: 8 ns

i Resistance²: 5 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
10.2
33.7
23.5
223.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3 (3,6)
39.2
33.0
6.2
173.00

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
42.6
35.3
7.3
126.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
21.3
16.1
5.2
37.25

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
19.9
17.1
2.8
23.88

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
32.3
15.4
16.9
175.50

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1 (4,5)
31.9
15.6
16.3
172.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3 (3,6)
26.9

238.00

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
28.8

249.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: II-1-15

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/1/2016 4:39 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1605)
SG42301864 with Agilent Technologies Cat 6 Channel (1580)

Profile: Default Cat 6

30 m

Cable NVP: 72 %
Cable length: 30 m
Propagation delay: 147 ns
Delay skew: 8 ns

i Resistance²: 5 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
10.2
33.7
23.5
223.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
42.0
38.2
3.8
126.50

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
43.5
38.2
5.3
126.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
21.3
16.1
5.2
37.25

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
19.9
17.1
2.8
23.88

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

4-1
33.7
18.2
15.5
180.00

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

4-1
33.9
18.2
15.7
180.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
27.8

242.00

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
29.2

249.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: II-1-16

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/1/2016 4:40 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1606)
SG42301864 with Agilent Technologies Cat 6 Channel (1581)

Profile: Default Cat 6

30 m

Cable NVP: 72 %
Cable length: 30 m
Propagation delay: 146 ns
Delay skew: 6 ns

i Resistance²: 4 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
10.2
34.5
24.3
233.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3 (3,6)
35.8
30.3
5.5
244.00

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
46.9
41.3
5.6
57.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
21.8
16.6
5.2
30.50

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
21.4
17.3
4.1
22.38

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
58.1
40.8
17.3
9.38

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1 (4,5)
32.0
15.0
17.0
183.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3 (3,6)
25.7

248.00

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
28.0

237.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: II-1-16

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/1/2016 4:40 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1606)
SG42301864 with Agilent Technologies Cat 6 Channel (1581)

Profile: Default Cat 6

30 m

Cable NVP: 72 %
Cable length: 30 m
Propagation delay: 146 ns
Delay skew: 6 ns

i Resistance²: 4 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
10.2
34.5
24.3
233.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
36.4
33.2
3.2
248.00

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
47.9
44.1
3.8
57.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
21.8
16.6
5.2
30.50

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
21.4
17.3
4.1
22.38

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

4-1
32.9
18.0
14.9
184.00

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

4-1
33.0
18.0
15.0
184.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
26.4

248.00

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
29.4

244.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: II-1-17

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/1/2016 4:41 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1607)
SG42301864 with Agilent Technologies Cat 6 Channel (1582)

Profile: Default Cat 6

29 m

Cable NVP: 72 %
Cable length: 29 m
Propagation delay: 137 ns
Delay skew: 5 ns

i Resistance²: 4 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
9.8
34.5
24.7
233.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3 (3,6)
36.1
30.3
5.8
244.00

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
46.1
40.8
5.3
60.75

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
21.4
17.1
4.3
24.50

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
21.5
17.1
4.4
24.00

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
59.1
40.4
18.7
9.88

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1 (4,5)
69.6
50.7
18.9
3.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3 (3,6)
26.5

244.00

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
27.1

236.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: II-1-17

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/1/2016 4:41 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1607)
SG42301864 with Agilent Technologies Cat 6 Channel (1582)

Profile: Default Cat 6

29 m

Cable NVP: 72 %
Cable length: 29 m
Propagation delay: 137 ns
Delay skew: 5 ns

i Resistance²: 4 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
9.8
34.5
24.7
233.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
36.6
33.3
3.3
244.00

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
47.7
43.6
4.1
61.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
21.4
17.1
4.3
24.50

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
21.5
17.1
4.4
24.00

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

4-1
34.3
17.0
17.3
206.50

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

4-1
34.2
17.0
17.2
206.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
27.0

244.00

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
28.7

240.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: II-1-18

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/1/2016 4:42 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1608)
SG42301864 with Agilent Technologies Cat 6 Channel (1583)

Profile: Default Cat 6

29 m

Cable NVP: 72 %
Cable length: 29 m
Propagation delay: 139 ns
Delay skew: 7 ns

i Resistance²: 4 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
9.8
34.3
24.5
231.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3 (3,6)
36.3
30.4
5.9
243.50

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
36.4
30.5
5.9
239.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
21.6
16.0
5.6
40.25

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
21.9
17.1
4.8
23.75

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
33.7
15.1
18.6
182.00

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1 (4,5)
32.9
14.4
18.5
196.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3 (3,6)
26.6

247.50

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
26.9

243.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: II-1-18

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/1/2016 4:42 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1608)
SG42301864 with Agilent Technologies Cat 6 Channel (1583)

Profile: Default Cat 6

29 m

Cable NVP: 72 %
Cable length: 29 m
Propagation delay: 139 ns
Delay skew: 7 ns

i Resistance²: 4 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
9.8
34.3
24.5
231.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
36.7
33.2
3.5
247.50

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
38.2
33.3
4.9
243.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
21.6
16.0
5.6
40.25

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
21.9
17.1
4.8
23.75

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

4-1
32.6
16.0
16.6
231.00

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

4-1
32.7
16.0
16.7
231.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
27.1

247.50

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
28.6

243.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: II-1-19

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/1/2016 4:44 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1609)
SG42301864 with Agilent Technologies Cat 6 Channel (1584)

Profile: Default Cat 6

33 m

Cable NVP: 72 %
Cable length: 33 m
Propagation delay: 161 ns
Delay skew: 7 ns

i Resistance²: 5 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
11.0
35.2
24.2
241.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

2 (1,2)
36.1
30.5
5.6
240.00

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
37.4
30.5
6.9
240.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
21.0
15.9
5.1
41.00

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
22.2
18.1
4.1
15.00

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
58.4
41.8
16.6
8.38

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1 (4,5)
32.3
15.5
16.8
173.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3 (3,6)
25.0

247.00

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
26.6

240.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: II-1-19

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/1/2016 4:44 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1609)
SG42301864 with Agilent Technologies Cat 6 Channel (1584)

Profile: Default Cat 6

33 m

Cable NVP: 72 %
Cable length: 33 m
Propagation delay: 161 ns
Delay skew: 7 ns

i Resistance²: 5 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
11.0
35.2
24.2
241.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
36.3
33.4
2.9
240.00

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
38.4
33.4
5.0
240.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
21.0
15.9
5.1
41.00

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
22.2
18.1
4.1
15.00

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

4-1
34.0
18.1
15.9
182.00

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

4-1
34.0
18.1
15.9
182.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
25.4

240.00

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
27.5

240.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: II-1-20

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/1/2016 4:45 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1610)
SG42301864 with Agilent Technologies Cat 6 Channel (1585)

Profile: Default Cat 6

33 m

Cable NVP: 72 %
Cable length: 33 m
Propagation delay: 158 ns
Delay skew: 5 ns

i Resistance²: 5 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
10.8
34.4
23.6
232.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3 (3,6)
35.6
30.3
5.3
245.50

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
67.5
62.0
5.5
3.25

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
21.5
16.1
5.4
38.25

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1 (4,5)
23.4
18.2
5.2
14.25

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
32.6
15.4
17.2
175.50

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1 (4,5)
32.2
15.6
16.6
171.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3 (3,6)
25.0

245.50

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
26.8

239.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: II-1-20

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/1/2016 4:45 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1610)
SG42301864 with Agilent Technologies Cat 6 Channel (1585)

Profile: Default Cat 6

33 m

Cable NVP: 72 %
Cable length: 33 m
Propagation delay: 158 ns
Delay skew: 5 ns

i Resistance²: 5 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
10.8
34.4
23.6
232.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
36.0
33.3
2.7
245.50

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
42.9
38.2
4.7
126.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
21.5
16.1
5.4
38.25

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1 (4,5)
23.4
18.2
5.2
14.25

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

4-1
33.5
18.3
15.2
177.00

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

4-1
33.6
18.3
15.3
177.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
25.4

245.50

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
28.3

245.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: II-1-21

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/1/2016 4:46 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1611)
SG42301864 with Agilent Technologies Cat 6 Channel (1586)

Profile: Default Cat 6

30 m

Cable NVP: 72 %
Cable length: 30 m
Propagation delay: 145 ns
Delay skew: 6 ns

i Resistance²: 4 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
10.4
34.4
24.0
232.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3 (3,6)
35.8
30.2
5.6
250.00

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
42.3
35.5
6.8
123.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
20.8
17.0
3.8
25.63

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1 (4,5)
21.9
18.1
3.8
15.38

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
32.0
15.2
16.8
180.00

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1 (4,5)
31.7
15.4
16.3
176.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3 (3,6)
26.0

250.00

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
28.6

239.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: II-1-21

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/1/2016 4:46 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1611)
SG42301864 with Agilent Technologies Cat 6 Channel (1586)

Profile: Default Cat 6

30 m

Cable NVP: 72 %
Cable length: 30 m
Propagation delay: 145 ns
Delay skew: 6 ns

i Resistance²: 4 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
10.4
34.4
24.0
232.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
36.7
33.1
3.6
250.00

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
43.1
38.4
4.7
123.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
20.8
17.0
3.8
25.63

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1 (4,5)
21.9
18.1
3.8
15.38

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

4-1
70.4
55.3
15.1
2.50

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

4-1
70.4
55.3
15.1
2.50

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
26.6

250.00

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
29.7

246.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS

Page 208 of 212 Printed 2/22/2016 1:54 PM Signature:

SW ver. 3.0/3.0  for information about test equipment used.www.wirescope.comVisit 



Site: Gradjenje d.o.o.
Cable Label: II-1-22

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/1/2016 4:47 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1612)
SG42301864 with Agilent Technologies Cat 6 Channel (1587)

Profile: Default Cat 6

30 m

Cable NVP: 72 %
Cable length: 30 m
Propagation delay: 145 ns
Delay skew: 5 ns

i Resistance²: 4 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
10.4
34.1
23.7
228.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3 (3,6)
36.1
30.2
5.9
250.00

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
36.5
31.0
5.5
224.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
15.2
9.8
5.4
164.50

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
22.3
18.0
4.3
16.13

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
58.7
42.2
16.5
8.00

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1 (4,5)
30.9
14.6
16.3
193.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3 (3,6)
26.1

250.00

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
25.9

231.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: II-1-22

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/1/2016 4:47 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1612)
SG42301864 with Agilent Technologies Cat 6 Channel (1587)

Profile: Default Cat 6

30 m

Cable NVP: 72 %
Cable length: 30 m
Propagation delay: 145 ns
Delay skew: 5 ns

i Resistance²: 4 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

2 (1,2)
10.4
34.1
23.7
228.50

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
37.0
33.2
3.8
246.00

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1-2
38.1
33.9
4.2
224.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
15.2
9.8
5.4
164.50

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

2 (1,2)
22.3
18.0
4.3
16.13

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

4-1
31.5
17.5
14.0
195.00

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

4-1
31.4
17.5
13.9
193.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
26.9

246.00

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1-2
27.8

231.50

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: II-1-23

6

PASS

Cable Certification Report (PowerSum data)

Limit: TIA-568B Category 6 Channel
Tested: 2/1/2016 4:50 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1613)
SG42301864 with Agilent Technologies Cat 6 Channel (1588)

Profile: Default Cat 6

33 m

Cable NVP: 72 %
Cable length: 33 m
Propagation delay: 158 ns
Delay skew: 7 ns

i Resistance²: 5 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

1 (4,5)
11.0
35.9
24.9
250.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3 (3,6)
37.2
30.4
6.8
242.00

PowerSum NEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
36.9
30.4
6.5
242.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
19.9
15.8
4.1
42.00

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1 (4,5)
21.2
17.4
3.8
20.63

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

1 (4,5)
61.3
43.4
17.9
7.00

PowerSum ELFEXT (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

1 (4,5)
69.0
51.9
17.1
2.63

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3 (3,6)
26.3

245.50

i PowerSum ACR² (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3 (3,6)
26.1

242.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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Site: Gradjenje d.o.o.
Cable Label: II-1-23

6

PASS

Cable Certification Report (Pair-to-pair data)

Limit: TIA-568B Category 6 Channel
Tested: 2/1/2016 4:50 PM
Cable: Cat 6 UTP
WS 350
DR 350

SG42300497 with Agilent Technologies Cat 6 Channel (1613)
SG42301864 with Agilent Technologies Cat 6 Channel (1588)

Profile: Default Cat 6

33 m

Cable NVP: 72 %
Cable length: 33 m
Propagation delay: 158 ns
Delay skew: 7 ns

i Resistance²: 5 Ohms

Wiremap (pairing T568B)
Pr1 Pr1

4 4
5 5

Pr2 Pr2
1 1
2 2

Pr3 Pr3
3 3
6 6

Pr4 Pr4
7 7
8 8

1 (4,5)
11.0
35.9
24.9
250.00

Attenuation (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

(MHz)

(dB)

100 200

20

40

60

@WS

3-2
37.7
33.3
4.4
245.50

NEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
37.8
33.4
4.4
242.00

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

2 (1,2)
19.9
15.8
4.1
42.00

Return Loss (dB)

Worst pair:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

1 (4,5)
21.2
17.4
3.8
20.63

(MHz)

(dB)

100 200

20

40

60

(MHz)

(dB)

100 200

20

40

60

Atten(TX) 

4-1
70.4
54.9
15.5
2.63

ELFEXT (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

Atten(RX) 

4-1
70.3
54.9
15.4
2.63

(MHz)

(dB)

100 200

20

40

60

80

(MHz)

(dB)

100 200

20

40

60

80

@WS

3-2
26.8

245.50

i ACR² (dB)

Worst combo:
Value (dB):
Limit (dB):
Margin (dB):
Frequency (MHz):

@DR

3-2
27.0

242.00

(MHz)

(dB)

100 200

0

20

40

60

80

(MHz)

(dB)

100 200

0

20

40

60

80

² Not required for selected limit

Networks tested

10 Base-T PASS 100 Base-Tx PASS 1000 Base-T PASS
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