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File preview

Cable Label:



1 test _ 1test



6

PASS

Cable Certification Report

Limit:

Tested:

Cable:

WS 350

DR 350

Profile:



(PowerSum data)

4m



TIA-568B Category 6 Channel

1/21/2016 1:12 PM

Unspecified

SG42300497 with Agilent Technologies Cat 6 Channel (1476)

SG42301864 with Agilent Technologies Cat 6 Channel (1442)

Default Cat 6



i



Cable NVP:

Cable length:

Propagation delay:

Delay skew:

Resistance²:



72 %

4m

18 ns

1 ns

2 Ohms



Attenuation (dB)

Pair

1 (4,5)

2 (1,2)

3 (3,6)

4 (7,8)



Value

1.3

0.0

0.0

0.0



@MHz

1.38

250.00

250.00

250.00



Limit

2.5

35.9

35.9

35.9



Margin

1.2

35.9

35.9

35.9



Wiremap (pairing T568B)



PowerSum NEXT (dB)

Pair

1 (4,5)

2 (1,2)

3 (3,6)

4 (7,8)



Local

34.1

37.8

31.8

37.1



@MHz

240.00

237.50

237.50

237.50



Limit

30.5

30.5

30.5

30.5



Margin

3.6

7.3

1.3

6.6



Remote

38.1

38.9

36.0

62.5



@MHz

236.50

242.50

239.50

11.13



Limit

30.6

30.4

30.5

53.2



Margin

7.5

8.5

5.5

9.3



Return Loss (dB)

Pair

1 (4,5)

2 (1,2)

3 (3,6)

4 (7,8)



Local

17.0

23.9

19.8

20.2



@MHz

4.63

1.00

1.00

1.00



Limit

19.0

19.0

19.0

19.0



Margin

-2.0

4.9

0.8

1.2



Remote

15.1

19.2

23.3

23.4



@MHz

5.75

90.75

1.25

1.00



Limit

19.0

12.4

19.0

19.0



Margin

-3.9

6.8

4.3

4.4



PowerSum ELFEXT (dB)

Pair

1 (4,5)

2 (1,2)

3 (3,6)

4 (7,8)



Atten(TX)

31.7

31.7

32.3

34.7



@MHz

106.00

202.00

105.50

245.00



Limit

19.8

14.2

19.8

12.5



Margin

11.9

17.5

12.5

22.2



Atten(RX)

33.5

36.8

30.8

79.6



@MHz

103.50

136.50

106.00

1.00



Limit

20.0

17.6

19.8

60.3



Margin

13.5

19.2

11.0

19.3



4



4

Pr1

5

1

Pr2

2

3

Pr3

6

7

Pr4

8



Pr1 5

1



Pr2 2

3



Pr3 6

7



Pr4 8



² Not required for selected limit

Page 1 of 212



Printed 2/22/2016 1:53 PM

SW ver. 3.0/3.0



Signature:

Visit www.wirescope.com for information about test equipment used.



Cable Label:



1 test _ 1test



6

PASS

Cable Certification Report

Limit:

Tested:

Cable:

WS 350

DR 350

Profile:



(Pair-to-pair data)

4m



TIA-568B Category 6 Channel

1/21/2016 1:12 PM

Unspecified

SG42300497 with Agilent Technologies Cat 6 Channel (1476)

SG42301864 with Agilent Technologies Cat 6 Channel (1442)

Default Cat 6



i



Cable NVP:

Cable length:

Propagation delay:

Delay skew:

Resistance²:



72 %

4m

18 ns

1 ns

2 Ohms



Attenuation (dB)

Pair

1 (4,5)

2 (1,2)

3 (3,6)

4 (7,8)



Value

1.3

0.0

0.0

0.0



@MHz

1.38

250.00

250.00

250.00



Limit

2.5

35.9

35.9

35.9



Margin

1.2

35.9

35.9

35.9



NEXT (dB)

Combo



Local

34.5

38.7

77.7

66.5

45.8

37.4



@MHz

240.00

237.50

2.50

11.38

225.00

237.50



Limit

33.4

33.5

65.0

55.7

33.9

33.5



Margin

1.1

5.2

12.7

10.8

11.9

3.9



Remote

39.1

39.4

50.3

44.2

50.8

72.2



@MHz

240.00

241.00

223.50

229.50

82.25

3.13



Limit

33.4

33.4

34.0

33.8

41.4

64.8



Margin

5.7

6.0

16.3

10.4

9.4

7.4



Return Loss (dB)

Pair

1 (4,5)

2 (1,2)

3 (3,6)

4 (7,8)



Local

17.0

23.9

19.8

20.2



@MHz

4.63

1.00

1.00

1.00



Limit

19.0

19.0

19.0

19.0



Margin

-2.0

4.9

0.8

1.2



Remote

15.1

19.2

23.3

23.4



@MHz

5.75

90.75

1.25

1.00



Limit

19.0

12.4

19.0

19.0



Margin

-3.9

6.8

4.3

4.4



ELFEXT (dB)

Combo

1-3

3-2

2-4

1-4

1-2

3-4

3-1

2-3

4-2

4-1

2-1

4-3



Atten(TX)

31.7

37.1

81.7

83.2

87.7

40.5

33.6

31.9

72.6

91.1

92.4

35.0



@MHz

106.00

136.50

1.00

1.25

1.00

142.50

106.00

202.00

7.25

1.63

1.00

245.00



Limit

22.8

20.6

63.3

61.3

63.3

20.2

22.8

17.2

46.1

59.0

63.3

15.5



Margin

8.9

16.5

18.4

21.9

24.4

20.3

10.8

14.7

26.5

32.1

29.1

19.5



Atten(RX)

41.4

37.1

81.7

84.4

88.8

40.5

33.2

31.9

72.6

90.0

91.3

35.0



@MHz

35.00

136.50

1.00

1.25

1.00

142.50

106.50

202.00

7.25

1.63

1.00

245.00



Limit

32.4

20.6

63.3

61.3

63.3

20.2

22.7

17.2

46.1

59.0

63.3

15.5



Margin

9.0

16.5

18.4

23.1

25.5

20.3

10.5

14.7

26.5

31.0

28.0

19.5



1-3

3-2

2-4

1-4

1-2

3-4



Wiremap (pairing T568B)

4



4

Pr1

5

1

Pr2

2

3

Pr3

6

7

Pr4

8



Pr1 5

1



Pr2 2

3



Pr3 6

7



Pr4 8



² Not required for selected limit
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1 test _ 1tesu



Cable Label:



6

PASS

Cable Certification Report

Limit:

Tested:

Cable:

WS 350

DR 350

Profile:



(PowerSum data)

4m



TIA-568B Category 6 Channel

1/21/2016 1:20 PM

Unspecified

SG42300497 with Agilent Technologies Cat 6 Channel (1478)

SG42301864 with Agilent Technologies Cat 6 Channel (1444)

Default Cat 6



Attenuation (dB)



(MHz)



i

100



Cable NVP:

Cable length:

Propagation delay:

Delay skew:

Resistance²:



200



72 %

4m

18 ns

1 ns

2 Ohms



Wiremap (pairing T568B)

4



i



1 (4,5)

0.8

3.1

2.3

2.38



PowerSum NEXT (dB)



@WS



@DR



Worst pair:

Value (dB):

Limit (dB):

Margin (dB):

Frequency (MHz):



3 (3,6)

33.6

30.5

3.1

237.50



3 (3,6)

35.6

30.5

5.1

240.00



Return Loss (dB)



@WS



@DR



Worst pair:

Value (dB):

Limit (dB):

Margin (dB):

Frequency (MHz):



1 (4,5)

18.3

19.0

-0.7

4.88



1 (4,5)

16.6

19.0

-2.4

5.88



1



20



Pr2 2

3



(dB)



Pr3 6

7



40



Pr4 8



60



PowerSum ELFEXT (dB) Atten(TX)



Atten(RX)



Worst pair:

Value (dB):

Limit (dB):

Margin (dB):

Frequency (MHz):



1 (4,5)

58.5

46.3

12.2

5.00



3 (3,6)

25.6

14.2

11.4

201.50



PowerSum ACR² (dB)



@WS



@DR



(MHz)



100



200



(MHz)



20

(dB)



3 (3,6)

33.6



3 (3,6)

35.6



237.50



240.00



200



40



60



60



80



80



(MHz)



100



20



40



100



200



(MHz)



20



(dB)



100



200



20

(dB)



(dB)



40



40



60



60



(MHz)



100



200



(MHz)



20

(dB)



200



40



60



60



80



80



(MHz)



100



20



40



100



200



(MHz)



0



Worst pair:

Value (dB):

Limit (dB):

Margin (dB):

Frequency (MHz):



4

Pr1

5

1

Pr2

2

3

Pr3

6

7

Pr4

8



Pr1 5



Worst pair:

Value (dB):

Limit (dB):

Margin (dB):

Frequency (MHz):



(dB)



100



200



0



20



20

(dB)



40



(dB)



40



60



60



80



80



Networks tested

PASS



10 Base-T



100 Base-Tx



PASS



PASS



1000 Base-T



² Not required for selected limit
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Printed 2/22/2016 1:53 PM

SW ver. 3.0/3.0



Signature:

Visit www.wirescope.com for information about test equipment used.



1 test _ 1tesu



Cable Label:



6

PASS

Cable Certification Report

Limit:

Tested:

Cable:

WS 350

DR 350

Profile:



(Pair-to-pair data)

4m



TIA-568B Category 6 Channel

1/21/2016 1:20 PM

Unspecified

SG42300497 with Agilent Technologies Cat 6 Channel (1478)

SG42301864 with Agilent Technologies Cat 6 Channel (1444)

Default Cat 6



Attenuation (dB)



(MHz)



i

100



Cable NVP:

Cable length:

Propagation delay:

Delay skew:

Resistance²:



200



72 %

4m

18 ns

1 ns

2 Ohms



Wiremap (pairing T568B)

4



i



1 (4,5)

0.8

3.1

2.3

2.38



NEXT (dB)



@WS



@DR



Worst combo:

Value (dB):

Limit (dB):

Margin (dB):

Frequency (MHz):



1-3

36.5

33.5

3.0

239.00



1-3

38.4

33.4

5.0

239.50



Return Loss (dB)



@WS



@DR



Worst pair:

Value (dB):

Limit (dB):

Margin (dB):

Frequency (MHz):



1 (4,5)

18.3

19.0

-0.7

4.88



1 (4,5)

16.6

19.0

-2.4

5.88



ELFEXT (dB)



Atten(TX)



Atten(RX)



Worst combo:

Value (dB):

Limit (dB):

Margin (dB):

Frequency (MHz):



1-3

58.5

49.3

9.2

5.00



1-3

41.5

32.0

9.5

36.75



ACR² (dB)



@WS



@DR



1



20



Pr2 2

3



(dB)



Pr3 6

7



40



Pr4 8



60

(MHz)



100



200



(MHz)



20

(dB)



1-3

36.1



1-3

38.0



239.00



239.50



200



40



60



60



80



80



(MHz)



100



20



40



100



200



(MHz)



20



(dB)



100



200



20

(dB)



(dB)



40



40



60



60



(MHz)



100



200



(MHz)



20

(dB)



200



40



60



60



80



80



(MHz)



100



20



40



100



200



(MHz)



0



Worst combo:

Value (dB):

Limit (dB):

Margin (dB):

Frequency (MHz):



4

Pr1

5

1

Pr2

2

3

Pr3

6

7

Pr4

8



Pr1 5



Worst pair:

Value (dB):

Limit (dB):

Margin (dB):

Frequency (MHz):



(dB)



100



200



0



20



20

(dB)



40



(dB)



40



60



60



80



80



Networks tested

PASS



10 Base-T



100 Base-Tx



PASS



PASS



1000 Base-T



² Not required for selected limit

Page 4 of 212



Printed 2/22/2016 1:53 PM

SW ver. 3.0/3.0



Signature:

Visit www.wirescope.com for information about test equipment used.



Gradjenje d.o.o.

I-1-1



Site:

Cable Label:



6

PASS

Cable Certification Report

Limit:

Tested:

Cable:

WS 350

DR 350

Profile:



(PowerSum data)

24 m



TIA-568B Category 6 Channel

2/3/2016 8:52 AM

Cat 6 UTP

SG42300497 with Agilent Technologies Cat 6 Channel (1844)

SG42301864 with Agilent Technologies Cat 6 Channel (1814)

Default Cat 6



Attenuation (dB)



(MHz)



i

100



Cable NVP:

Cable length:

Propagation delay:

Delay skew:

Resistance²:



200



72 %

24 m

118 ns

5 ns

4 Ohms



Wiremap (pairing T568B)

4



i



2 (1,2)

6.2

33.9

27.7

226.00



PowerSum NEXT (dB)



@WS



@DR



Worst pair:

Value (dB):

Limit (dB):

Margin (dB):

Frequency (MHz):



2 (1,2)

36.7

30.3

6.4

244.50



3 (3,6)

48.1

40.6

7.5

62.50



Return Loss (dB)



@WS



@DR



Worst pair:

Value (dB):

Limit (dB):

Margin (dB):

Frequency (MHz):



2 (1,2)

14.8

8.6

6.2

220.00



2 (1,2)

13.0

8.5

4.5

225.50



1



20



Pr2 2

3



(dB)



Pr3 6



40



7



Pr4 8



60



PowerSum ELFEXT (dB) Atten(TX)



Atten(RX)



Worst pair:

Value (dB):

Limit (dB):

Margin (dB):

Frequency (MHz):



1 (4,5)

58.6

42.8

15.8

7.50



1 (4,5)

67.9

51.9

16.0

2.63



PowerSum ACR² (dB)



@WS



@DR



(MHz)



100



200



(MHz)



20

(dB)



2 (1,2)

30.8



1 (4,5)

32.3



244.50



237.50



200



40



60



60



80



80



(MHz)



100



20



40



100



200



(MHz)



20



(dB)



100



200



20

(dB)



(dB)



40



40



60



60



(MHz)



100



200



(MHz)



20

(dB)



200



40



60



60



80



80



(MHz)



100



20



40



100



200



(MHz)



0



Worst pair:

Value (dB):

Limit (dB):

Margin (dB):

Frequency (MHz):



4

Pr1

5

1

Pr2

2

3

Pr3

6

7

Pr4

8



Pr1 5



Worst pair:

Value (dB):

Limit (dB):

Margin (dB):

Frequency (MHz):



(dB)



100



200



0



20



20

(dB)



40



(dB)



40



60



60



80



80



Networks tested

PASS



10 Base-T



100 Base-Tx



PASS



PASS



1000 Base-T



² Not required for selected limit

Page 5 of 212



Printed 2/22/2016 1:53 PM

SW ver. 3.0/3.0



Signature:

Visit www.wirescope.com for information about test equipment used.



Gradjenje d.o.o.

I-1-1



Site:

Cable Label:



6

PASS

Cable Certification Report

Limit:

Tested:

Cable:

WS 350

DR 350

Profile:



(Pair-to-pair data)

24 m



TIA-568B Category 6 Channel

2/3/2016 8:52 AM

Cat 6 UTP

SG42300497 with Agilent Technologies Cat 6 Channel (1844)

SG42301864 with Agilent Technologies Cat 6 Channel (1814)

Default Cat 6



Attenuation (dB)



(MHz)



i

100



Cable NVP:

Cable length:

Propagation delay:

Delay skew:

Resistance²:



200



72 %

24 m

118 ns

5 ns

4 Ohms



Wiremap (pairing T568B)

4



i



2 (1,2)

6.2

33.9

27.7

226.00



NEXT (dB)



@WS



@DR



Worst combo:

Value (dB):

Limit (dB):

Margin (dB):

Frequency (MHz):



3-2

37.5

33.3

4.2

244.50



3-2

44.2

38.6

5.6

120.50



Return Loss (dB)



@WS



@DR



Worst pair:

Value (dB):

Limit (dB):

Margin (dB):

Frequency (MHz):



2 (1,2)

14.8

8.6

6.2

220.00



2 (1,2)

13.0

8.5

4.5

225.50



ELFEXT (dB)



Atten(TX)



Atten(RX)



Worst combo:

Value (dB):

Limit (dB):

Margin (dB):

Frequency (MHz):



1-4

58.6

44.7

13.9

8.50



1-4

58.6

44.7

13.9

8.50



ACR² (dB)



@WS



@DR



1



20



Pr2 2

3



(dB)



Pr3 6

7



40



Pr4 8



60

(MHz)



100



200



(MHz)



20

(dB)



3-2

31.6



3-2

34.8



244.00



249.50



200



40



60



60



80



80



(MHz)



100



20



40



100



200



(MHz)



20



(dB)



100



200



20

(dB)



(dB)



40



40



60



60



(MHz)



100



200



(MHz)



20

(dB)



200



40



60



60



80



80



(MHz)



100



20



40



100



200



(MHz)



0



Worst combo:

Value (dB):

Limit (dB):

Margin (dB):

Frequency (MHz):



4

Pr1

5

1

Pr2

2

3

Pr3

6

7

Pr4

8



Pr1 5



Worst pair:

Value (dB):

Limit (dB):

Margin (dB):

Frequency (MHz):



(dB)



100



200



0



20



20

(dB)



40



(dB)



40



60



60



80



80



Networks tested

PASS



10 Base-T



100 Base-Tx



PASS



PASS



1000 Base-T



² Not required for selected limit

Page 6 of 212



Printed 2/22/2016 1:53 PM

SW ver. 3.0/3.0



Signature:

Visit www.wirescope.com for information about test equipment used.



Gradjenje d.o.o.

I-1-2



Site:

Cable Label:



6

PASS

Cable Certification Report

Limit:

Tested:

Cable:

WS 350

DR 350

Profile:



(PowerSum data)

24 m



TIA-568B Category 6 Channel

2/3/2016 8:53 AM

Cat 6 UTP

SG42300497 with Agilent Technologies Cat 6 Channel (1845)

SG42301864 with Agilent Technologies Cat 6 Channel (1815)

Default Cat 6



Attenuation (dB)



(MHz)



i

100



Cable NVP:

Cable length:

Propagation delay:

Delay skew:

Resistance²:



200



72 %

24 m

118 ns

5 ns

3 Ohms



Wiremap (pairing T568B)

4



i



4 (7,8)

6.8

34.5

27.7

233.00



PowerSum NEXT (dB)



@WS



@DR



Worst pair:

Value (dB):

Limit (dB):

Margin (dB):

Frequency (MHz):



3 (3,6)

47.0

41.9

5.1

52.75



3 (3,6)

43.9

41.9

2.0

52.75



Return Loss (dB)



@WS



@DR



Worst pair:

Value (dB):

Limit (dB):

Margin (dB):

Frequency (MHz):



4 (7,8)

14.1

8.3

5.8

233.50



4 (7,8)

14.1

8.3

5.8

233.00



1



20



Pr2 2

3



(dB)



Pr3 6

7



40



Pr4 8



60



PowerSum ELFEXT (dB) Atten(TX)



Atten(RX)



Worst pair:

Value (dB):

Limit (dB):

Margin (dB):

Frequency (MHz):



1 (4,5)

57.2

42.8

14.4

7.50



1 (4,5)

57.0

42.2

14.8

8.00



PowerSum ACR² (dB)



@WS



@DR



(MHz)



100



200



(MHz)



20

(dB)



2 (1,2)

30.1



4 (7,8)

28.4



248.00



232.00



200



40



60



60



80



80



(MHz)



100



20



40



100



200



(MHz)



20



(dB)



100



200



20

(dB)



(dB)



40



40



60



60



(MHz)



100



200



(MHz)



20

(dB)



200



40



60



60



80



80



(MHz)



100



20



40



100



200



(MHz)



0



Worst pair:

Value (dB):

Limit (dB):

Margin (dB):

Frequency (MHz):



4

Pr1

5

1

Pr2

2

3

Pr3

6

7

Pr4

8



Pr1 5



Worst pair:

Value (dB):

Limit (dB):

Margin (dB):

Frequency (MHz):



(dB)



100



200



0



20



20

(dB)



40



(dB)



40



60



60



80



80



Networks tested

PASS



10 Base-T



100 Base-Tx



PASS



PASS



1000 Base-T



² Not required for selected limit
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Gradjenje d.o.o.

I-1-2



Site:

Cable Label:



6

PASS

Cable Certification Report

Limit:

Tested:

Cable:

WS 350

DR 350

Profile:



(Pair-to-pair data)

24 m



TIA-568B Category 6 Channel

2/3/2016 8:53 AM

Cat 6 UTP

SG42300497 with Agilent Technologies Cat 6 Channel (1845)

SG42301864 with Agilent Technologies Cat 6 Channel (1815)

Default Cat 6



Attenuation (dB)



(MHz)



i

100



Cable NVP:

Cable length:

Propagation delay:

Delay skew:

Resistance²:



200



72 %

24 m

118 ns

5 ns

3 Ohms



Wiremap (pairing T568B)

4



i



4 (7,8)

6.8

34.5

27.7

233.00



NEXT (dB)



@WS



@DR



Worst combo:

Value (dB):

Limit (dB):

Margin (dB):

Frequency (MHz):



3-2

37.4

33.3

4.1

244.00



3-4

46.2

44.7

1.5

52.50



Return Loss (dB)



@WS



@DR



Worst pair:

Value (dB):

Limit (dB):

Margin (dB):

Frequency (MHz):



4 (7,8)

14.1

8.3

5.8

233.50



4 (7,8)

14.1

8.3

5.8

233.00



ELFEXT (dB)



Atten(TX)



Atten(RX)



Worst combo:

Value (dB):

Limit (dB):

Margin (dB):

Frequency (MHz):



4-1

28.5

16.0

12.5

231.50



4-1

28.2

15.6

12.6

241.00



ACR² (dB)



@WS



@DR



1



20



Pr2 2

3



(dB)



Pr3 6

7



40



Pr4 8



60

(MHz)



100



200



(MHz)



20

(dB)



3-2

31.0



1-4

31.2



244.00



232.00



200



40



60



60



80



80



(MHz)



100



20



40



100



200



(MHz)



20



(dB)



100



200



20

(dB)



(dB)



40



40



60



60



(MHz)



100



200



(MHz)



20

(dB)



200



40



60



60



80



80



(MHz)



100



20



40



100



200



(MHz)



0



Worst combo:

Value (dB):

Limit (dB):

Margin (dB):

Frequency (MHz):



4

Pr1

5

1

Pr2

2

3

Pr3

6

7

Pr4

8



Pr1 5



Worst pair:

Value (dB):

Limit (dB):

Margin (dB):

Frequency (MHz):



(dB)



100



200



0



20



20

(dB)



40



(dB)



40



60



60



80



80



Networks tested

PASS



10 Base-T



100 Base-Tx



PASS



PASS



1000 Base-T



² Not required for selected limit
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Gradjenje d.o.o.

I-1-3



Site:

Cable Label:



6

PASS

Cable Certification Report

Limit:

Tested:

Cable:

WS 350

DR 350

Profile:



(PowerSum data)

24 m



TIA-568B Category 6 Channel

2/3/2016 8:54 AM

Cat 6 UTP

SG42300497 with Agilent Technologies Cat 6 Channel (1846)

SG42301864 with Agilent Technologies Cat 6 Channel (1816)

Default Cat 6



Attenuation (dB)



(MHz)



i

100



Cable NVP:

Cable length:

Propagation delay:

Delay skew:

Resistance²:



200



72 %

24 m

118 ns

5 ns

3 Ohms



Wiremap (pairing T568B)

4



i



4 (7,8)

6.5

34.9

28.4

237.50



PowerSum NEXT (dB)



@WS



@DR



Worst pair:

Value (dB):

Limit (dB):

Margin (dB):

Frequency (MHz):



2 (1,2)

34.7

30.2

4.5

248.00



3 (3,6)

45.4

41.2

4.2

57.25



Return Loss (dB)



@WS



@DR



Worst pair:

Value (dB):

Limit (dB):

Margin (dB):

Frequency (MHz):



2 (1,2)

15.1

9.8

5.3

166.00



2 (1,2)

14.2

9.8

4.4

166.50



1



20



Pr2 2

3



(dB)



Pr3 6

7



40



Pr4 8



60



PowerSum ELFEXT (dB) Atten(TX)



Atten(RX)



Worst pair:

Value (dB):

Limit (dB):

Margin (dB):

Frequency (MHz):



1 (4,5)

58.9

42.8

16.1

7.50



1 (4,5)

58.5

42.2

16.3

8.00



PowerSum ACR² (dB)



@WS



@DR



(MHz)



100



200



(MHz)



20

(dB)



2 (1,2)

28.3



3 (3,6)

30.0



248.00



227.00



200



40



60



60



80



80



(MHz)



100



20



40



100



200



(MHz)



20



(dB)



100



200



20

(dB)



(dB)



40



40



60



60



(MHz)



100



200



(MHz)



20

(dB)



200



40



60



60



80



80



(MHz)



100



20



40



100



200



(MHz)



0



Worst pair:

Value (dB):

Limit (dB):

Margin (dB):

Frequency (MHz):



4

Pr1

5

1

Pr2

2

3

Pr3

6

7

Pr4

8



Pr1 5



Worst pair:

Value (dB):

Limit (dB):

Margin (dB):

Frequency (MHz):



(dB)



100



200



0



20



20

(dB)



40



(dB)



40



60



60



80



80



Networks tested

PASS



10 Base-T



100 Base-Tx



PASS



PASS



1000 Base-T



² Not required for selected limit
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